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LEGAL DESCRIPTION:

PARCEL A:

THE NORTH 200 FEET OF LOT 1, BLOCK 2, HERBERT S. UPPER'S THIRD ADDITION TO ISSAQUAH,
ACCORDING TO THE PLAT THEREOF, RECORDED IN VOLUME 21 OF PLATS, PAGE 56, IN KING COUNTY,
WASHINGTON.

PARCEL B:

LOT 1, LESS THE NORTH 200 FEET THEREOF, AND THE NORTH 30 FEET OF LOT 15, BLOCK 2,
HERBERT S. UPPER’S THIRD ADDITION TO ISSAQUAH, ACCORDING TO THE PLAT THEREOF, RECORDED IN
VOLUME 21 OF PLATS, PAGE 56, IN KING COUNTY, WASHINGTON.

SITUATED IN THE COUNTY OF KING, STATE OF WASHINGTON.

PARCEL C:

THE SOUTH 60 FEET OF THE NORTH 150 FEET OF LOT 15 IN BLOCK 2 AND THE SOUTH 60 FEET OF

THE NORTH 90 FEET OF LOT 15 IN BLOCK 2 OF H.S. UPPER’S THIRD ADDITION TO ISSAQUAH, AS PER
PLAT RECORDED IN VOLUME 21 OF PLATS, PAGE 56, RECORDS OF KING COUNTY, WASHINGTON.

TITLE RESTRICTIONS:

AFFECTS PARCELS A AND B
1. THIS SITE IS SUBJECT TO THE EXCEPTIONS AND RESERVATION CONTAINED IN THE DEED RECORDED
UNDER RECORDING NUMBER 2020941.

2. THIS SITE IS SUBJECT TO THE EXCEPTIONS AND RESERVATION CONTAINED IN THE DEED RECORDED
UNDER RECORDING NUMBER 3526103.

3. THIS SITE IS SUBJECT TO ANY RIGHTS, INTERESTS, OR CLAIMS WHICH MAY EXIST OR ARISE BY
REASON OF THE SURVEY RECORDED UNDER RECORDING NUMBER 9003099012.

4. THIS SITE IS SUBJECT TO ANY RIGHTS, INTERESTS, OR CLAIMS WHICH MAY EXIST OR ARISE BY
REASON OF THE SURVEY RECORDED UNDER RECORDING NUMBER 9810269007.

AFFECTS PARCEL C
1. THIS SITE IS SUBJECT TO THE RESERVATION CONTAINED IN THE DEED RECORDED UNDER
RECORDING NUMBER 1200138.

2. THIS SITE IS SUBJECT TO MATTERS DISCLOSED BY THE SURVEY BY PLS INC. DATED AUGUST 13,
2015 AND AMENDED SEPTEMBER 30, 2015, UNDER JOB NO. 15099.

REFERENCES:

1. RECORD OF SURVEY RECORDED UNDER RECORDING NUMBER 9810269007.

2. RECORD OF SURVEY RECORDED UNDER RECORDING NUMBER 9601169002.
3. RECORD OF SURVEY RECORDED UNDER RECORDING NUMBER 9003099012.

BASIS OF BEARINGS:

NAD 83,2011 EPOCH 2010; N10°'14’32"W BETWEEN THE MONUMENT FOUND AT THE INTERSECTION OF
NW JUNIPER WAY AND THE CORNER MONUMENT FOUND AT THE NORTHWEST PROPERTY CORNER AS
DETERMINED BY GPS OBSERVATION

IE=54.87 8°CONC STAN
I[E=54.67 15"CON
I[E=54.64 15"CON¢

IE=62.34 36"CONC (S) PIPE

I[E=62.24 36"CONC (N)

IE=63.25 12”CCP (W)
IE=61.72 24”DI (SE)
IE=61.72 36”CONC (S)
IE=61.62 36”CONC (NW)

SURVEYOR’S NOTES

1. ALL TITLE INFORMATION SHOWN ON THIS MAP HAS BEEN EXTRACTED FROM CHICAGO TITLE
INSURANCE COMPANY ALTA COMMITMENT ORDER NUMBER 0045245—04 DATED JULY 20, 2015 AND
SUPPLEMENTAL COMMITMENTS NUMBER 1 AND 2 THERETO DATED JULY 28, 2015 AND OCTOBER 16,
2015 RESPECTIVELY AS TO PARCEL A AND B AND CHICAGO TITLE INSURANCE COMPANY ALTA
COMMITMENT ORDER NUMBER 0045808—04 DATED JULY 17, 2015 AND SUPPLEMENTAL
COMMITMENTS NUMBER 1, 2 AND 3 THERETO DATED JULY 29, 2015, JULY 30, 2015 AND OCTOBER
16, 2015 RESPECTIVELY AS TO PARCEL C. IN PREPARING THIS MAP, D.R. STRONG CONSULTING
ENGINEERS INC. HAS CONDUCTED NO INDEPENDENT TITLE SEARCH NOR IS D.R. STRONG CONSULTING
ENGINEERS INC. AWARE OF ANY TITLE ISSUES AFFECTING THE SURVEYED PROPERTY OTHER THAN
THOSE SHOWN ON THE MAP AND DISCLOSED BY REFERENCED CHICAGO TITLE INSURANCE COMPANY
COMMITMENTS. D.R. STRONG CONSULTING ENGINEERS INC. HAS RELIED WHOLLY ON CHICAGO TITLE
COMPANY REPRESENTATIONS OF THE TITLE'S CONDITION TO PREPARE THIS SURVEY AND THEREFORE
D.R. STRONG CONSULTING ENGINEERS INC. QUALIFIES THE MAP'S ACCURACY AND COMPLETENESS TO
THAT EXTENT.

2. TOPOGRAPHIC AND EXISTING IMPROVEMENTS SHOWN HEREON ARE BASED ON THE ALTA/ASCM LAND
SURVEY PREPARED BY PLS, INC. PROJECT NO. 15099 AND FIELD VERIFIED BY D.R. STRONG
CONSULTING ENGINEERS INC. IN OCTOBER, 2015. ALL SURVEY CONTROL INDICATED AS "FOUND”
WAS RECOVERED FOR THIS PROJECT IN OCTOBER, 2015.

3. PROPERTY AREAS AS FOLLOWS:
PARCEL A PROPERTY AREA
PARCEL B PROPERTY AREA
PARCEL C PROPERTY AREA =
TOTAL PROPERTY AREA =

24,000+ SQUARE FEET (0.5510+ ACRES)
15,600+ SQUARE FEET (0.3581+ ACRES)
14,400+ SQUARE FEET (0.3306+ ACRES)
54,000+ SQUARE FEET (1.2397+ ACRES).

4. ALL DISTANCES ARE IN FEET.

5. THIS IS A COMBINED FIELD TRAVERSE AND GLOBAL POSITIONING SYSTEM SURVEY. A LEICA FIVE
SECOND COMBINED ELECTRONIC TOTAL STATION AND A LEICA SERIES 1200 GLOBAL POSITIONING
SYSTEM WERE USED TO MEASURE THE ANGULAR AND DISTANCE RELATIONSHIPS BETWEEN THE
CONTROLLING MONUMENTATION AS SHOWN. CLOSURE RATIOS OF THE TRAVERSE MET OR EXCEEDED
THOSE SPECIFIED IN WAC 332—130—-090. ALL MEASURING INSTRUMENTS AND EQUIPMENT ARE
MAINTAINED IN ADJUSTMENT ACCORDING TO MANUFACTURER’S SPECIFICATIONS.

6. UTILITES OTHER THAN THOSE SHOWN MAY EXIST ON THIS SITE. ONLY THOSE UTILITIES WITH
EVIDENCE OF THEIR INSTALLATION VISIBLE AT GROUND SURFACE ARE SHOWN HEREON.
UNDERGROUND UTILITY LOCATIONS SHOWN ARE APPROXIMATE ONLY. UNDERGROUND CONNECTIONS
ARE SHOWN AS STRAIGHT LINES BETWEEN SURFACE UTILITY LOCATIONS BUT MAY CONTAIN BENDS
OR CURVES NOT SHOWN. SOME UNDERGROUND LOCATIONS SHOWN HEREON MAY HAVE BEEN TAKEN
FROM PUBLIC RECORDS. D.R. STRONG CONSULTING ENGINEERS INC. ASSUMES NO LIABILITY FOR THE
ACCURACY OF PUBLIC RECORDS.

VERTICAL DATUM:

NAVD 88 PER KCDPWSB (KING COUNTY DEPARTMENT OF PUBLIC WORKS SURVEY BRANCH) VERTICAL
CONTROL

IE=54.64 8” PVC (W)
IE=54.61 15”"CONC (E)
IE=54.44 15" CONC (N)

NORTH

GRAPHIC SCALE

0 10 20 40
1INCH =20 FT.

BENCHMARK:

KCDPWSB BENCHMARK D18, FOUND 3" BRASS DISK STAMPED "KING COUNTY KC—-D—18 SET IN THE
CONCRETE PLANTER ISLAND AT THE INTERSECTION OF FRONT STREET N. AND RAINIER BOULEVARD
ELEVATION = 96.69 FEET.
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PRELIMINARY LANDSCAPE LEGEND LEGEND:
ROOT DROUGHT @ NEW 6’ CEDAR PRIVACY FENCE ON WEST AND SOUTH
QTY. BOTANICAL NAME COMMON NAME SIZE COND. SPACING NATIVE TOLERANT REMARKS PROPERTY LINE.
@ EVERGREEN LANDSCAPE PLANTING TO VISUALLY BUFFER
TREES ADJACENT LAND USE.
CARPINUS BETULUS ’FASTIGIATA PYRAMIDAL EUROPEAN HORNBEAN 25" CAL. B&B PER PLAN YES @ gélEsgllEg ASNTSEQ\Q E/EIXETES VE\S/:—ZT HCI,_A\I-%DAPRRE(%)V EoDF V%\@SNE
CERCIDIPHYLLUM JAPONICUM KATSURA TREE 2" CAL. B&B PER PLAN YES PERENNIAL RIPARIAN SPECIES.
@ 2.5” CALIPER STREET TREES TO BE INSTALLED AT 30°0.C.
CORNUS ’EDDIE'S WHITE WONDER’ HYBRID WHITE DOGWOOD 2" CAL. B&B PER PLAN YES LOWEST SCAFFOLDING BRANCHES TO BE MIN. 7° ABOVE
GRADE FOR SIGHT DISTANCE VISIBILITY.
THUJA OCCIDENTALIS EMAERALD GREEN ARBORVITAE 6 HT.  B&B PER PLAN YES @ O WATER USE NATVE LANDSGAPE. PALETTE N PARKIAT
STRIP WITH MAX 30” HT. FOR SIGHT DISTANCE VISIBILITY.
JUNIPERUS CHINENSIS 'TORULOSA’ HOLLYWOOD JUNIPER 6 HT.  B&B PER PLAN YES
PEDESTRIAN /BIKE ORIENTED COMMUNITY COMMON SPACE
@ ADJACENT TO PUBLIC PATH WITH PUBLIC SEATING, BIKE
SHRUBS RACKS AND INTERPRETIVE SIGNAGE FOR A RAIN GARDEN
ABELIA X GRANDIFLORA ’KALEIDOSCOPE’ KALEIDOSCOPE ABELIA 2 GAL.  CONT. 3 0.C. YES WITH AN ENHANCED NATIVE LANDSCAPE PALETTE.
ARBUTUS UNEDO ’COMPACTA’ COMPACT STRAWBERRY TREE 30" HT.  CONT. 4 0.C. YES @ SRIVATE PATIOS WITH ENHANCED PAVING AND LANDSCAPE
\ZALEA ‘GIRARD'S FUSCHIN gmg S FUSCHIA EVERGREEN 2 GAL  CONT. 3 0.C. YES BUFFER FOR PRIVACY FROM PUBLIC PATH.
@ CAMELLIA JAPONICA COLONIAL FIREY’ COLONIAL FIREY CAMELLIA 5 GAL.  CONT. PER PLAN EJAEBRNP!F'\II%A%TTAI[?EERED LANDSCAPE BUFFER TO SCREEN
ITEA VIRGINICA "HENRY’S GARNET' HENRY'S GARNET VIRGINIA SWEET 5 GAL.  CONT. 4 0C. YES
SPIRE UTILITY CABINET
3k PRUNUS LAUROCERASUS ‘OTTO LUYKEN' OTTO LUYKEN ENGLISH LAUREL 2 GAL.  CONT. PER PLAN
O CALLUNA VULGARIS 'FIREFLY’ FIREFLY HEATHER 1 GAL.  CONT. PER PLAN YES
PIERIS ’CAVATINE’ CAVATINE DWARF JAPANESE PIERIS 2 GAL.  CONT. 2’6" 0.C. YES @ FUTURE COMMUNITY PATH CONNECTION.
GRASSES, GROUNDCOVERS & VINES
3% CALAMAGROSTIS X ACUTIFLORA ‘OVERDAM’ OVERDAM FEATHER REED GRASS 2 GAL.  CONT. 18" 0.C. YES
PENNISETUM ORIENTALE 'KARLEY ROSE’ g‘;ﬁ@ ROSE ORIENTAL FOUNTAN 5 ol conT. 30" 0.C. YES
STIPA BRACHYTRICHA KOREAN FEATHER REED GRASS 2 GAL.  CONT. 4 0cC. YES
CLEMATIS 'MADAME JULIA CORREVON’ “é'fEDQXTE,S"U”A CORREVON VITICELLA 5 oo CoNT. PER PLAN YES
ARCTOSTAPHYLOS UVA—URSI KINNIKINNICK 1 GAL.  CONT. 2" 0.C. TYP. YES
D) LONICERA SEMPERVIRENS TRUMPET CORAL HONEYSUCKLE 2 GAL.  CONT. PER PLAN YES
NATIVE BUFFER MITIGATION
ACER CIRCINATUM VINE MAPLE 6 HT.  B&B PER PLAN YES YES OVE R ALL
CHAMAECYPARIS NOOTKATENSIS 'PENDULA’  NOOTKA FALSE CYPRESS 6 HT.  B&B PER PLAN YES YES
MAHONIA REPENS CREEPING OREGON GRAPE—HOLLY 1 GAL.  CONT. 2’ 0.C. YES YES
CORNUS SERICEA "KELSEYI KELSEY DOGWOOD 1 GAL  CONT. PER PLAN YES YES L AN DSC AP E P L AN
VACCINIUM VITIS—IDAEA FOXBERRY 1 GAL.  CONT. 24" 0.C. YES YES
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BUILDING HEIGHT FORMULA

FORMULA TO BE USED FOR BUILDING TO
DETERMINE AVERAGE GRADE LEVEL:

(Axa)+(Bxb)+(Cxc)+(Dxd)+.. = AVERAGE GARDE LEVEL
athtctd+...

BUILDING HEIGHT CALCULATION:
MIDPOINT ELEV. X

MIDPOINT ELEV.(FT) ~ EXT. WALL LENGTH (FT) EXT. WALL LENGTH

A = 670 a = 4500 Axa = 30150.00
B = 695 b= 1200 Bxb =  8340.00
C = 690 ¢ = 4500 Cxc = 31050.00
D = 665 d = 1200 Dxd = 798000
TOTAL=  1140.0 TOTAL=  77520.00
TOTAL ELEVATION X LENGTH ((Axa)+(Bxb)#(Cxc)+...) = 77520.00
TOTAL LENGTH (a+b+ct...) = 1140.00
77520.00 / 1140.00 = 68.00' AVERAGE GRADE LEVEL

68.00' + 65" ALLOWABLE HEIGHT =133.00' BASE HEIGHT LIMIT

133.00' + 4' ALLOWED PARAPET HEIGHT

= 137.00' PARAPET HEIGHT LIMIT

BUILDING PROPOSED TOP OF ROOF = 132.65'

REFER TO ROOF PLAN FOR ADDITIONAL INFORMATION

PARKING REQUIREMENTS:

PARKING REQUIREMENTS (TABLE 8.10-1)

UNIT TYPE MIN MAX
Studio 0.75/ Unit (<600 sf) 1/ Unit
One Bedroom 1/ Unit 1.25/ Unit
Two Bedroom 1/ Unit 2/ Unit
Type A Loading Space (25' x 10') 2 (>40 UNITS)
UNIT COUNT MIN MAX
Studio/ Open One Bedroom (20 UNITS) ~ x0.75/ UNIT = 15 x1/UNIT =20
One Bedroom (53 UNITS) x 1/UNIT =53 x1.25/ UNIT = 67
Two Bedroom (37 UNITS) x1/UNIT =37 x2/UNIT=74
PARKING REQ'D (BEFORE EV CREDIT) = 105 MIN 161 MAX
ELECTRIC VEHICLE STATION CREDIT = 5
TOTAL PARKING REQUIRED 100 MIN 161 MAX
PARKING PROPOSED:

PARKING STALL TYPE SIZE TOTAL | % TOTAL

COMPACT 16'-0" x 80" 63 58.2%

MICRO 12-0"x 7'0" 5 4.5%

STANDARD 18'-6" x 9-0" 42 37.3%

110 100%

ADDITIONAL PARKING REQUIREMENTS (FIGURE 8.20-1)

SIZE LxW % ALLOWED
Standard 186" x 90" 100%
Compact 16'-0" x 8'-0" 60% MAX
Micro 120" x 70" 5% MAX
Parallel 200" x 70"

TANDEM PARKING (8.13.8.9)

Tandem parking stalls are proposed for serving multiple-bedroom dwelling units.
Max allowed: ~ 50% of total

Provided: 111110 =10%
BICYCLE PARKING:
Required : 22 (0.15 spaces / bedroom (149))
Provided:
TYPE LEVEL COUNT
BIKE RACK LEVEL1 42

—
—
—
—
—
—

7

T a. 450.00' A T
S e S ‘
s B k & : \ | \ =
S PETET AR thi, & {\END

N :
] % NNy e N
— N T T T T T T T I ]
¢. 450,00

MOTORCYCLE PARKING (8.12.A.2)

Required: 1 per 36 of parking spaces = 36/ 110 = 3.3
Provided:
PARKING STALL TYPE SIZE TOTAL
MOTORCYCLE 10" x 5'-6" 3

3

ELECTRIC VEHICLE CHARGING STATIONS (8.13.B.11)

May be provided to reduce parking requirements by number of stations provided; up to
5% of total parking required.

Provided: 5(4.5% OF TOTAL)

BARRIER FREE (8.15

Provide 2% of each type of parking as accessible (IBC 1106.2)
68 x 2% = 1.36 STALLS (2 PROVIDED)

42 x 2% = 0.84 STALLS (1 PROVIDED)

LEVEL TYPE COUNT

LEVEL1 ACCESSIBLE 3

LOADING SPACES (TABLE 8.16-1)

Required: 2 Total (over 40 units)

Provided: 2 (TYPEA)

SOLID WASTE REQUIREMENTS

UNIT COUNT CLASS MIN (CU. YD.)* MAX (CU. YD.)** PROVIDED (CU.YD.)
(20) STUDIOS SINGLE 20 30

(53) 1 BEDROOM SINGLE 53 79.5

(37) 2 BEDROOMS FAMILY 55.5 74

TOTAL/MONTH 128.5 183.5

TOTAL/WEEK ( x .25) 3241 45.9

SOLID WASTE BY CATEGORY/WEEK ~ MIN MAX TOTAL
FOOD WASTE  (25%) 8 12 8
RECYCLE (37%) 12 17 12
GARBAGE (37%) 12 17 12
*SINGLE =1 CU. YD/UNIT **SINGLE = 1.5 CU.YD/UNIT

FAMILY = 1.5 CU. YD/UNIT FAMILY = 2 CU.YD/UNIT

PROJECT INFORMATION

PROJECT SITE

Site Address: 955 Tth Ave NW Issaquah, WA 98027
Tax ID #: 884430-0122, 884430-0035, 884430-0036
Site Area; 54,000 SF (1.24 acres)

Zoning: MUR - mixed use residential

PRINCIPAL USES

Number of Residential Units: 110 Units - Multifamily Apartments
Residential Amenity Area Prop'd: 6,500 SF - On-Grade and Two Rooftop Gardens
1,580 SF - Lounge and Fitness Areas

Commercial Uses Proposed: None
PARKING / ACCESSORY USES
Parking Provided: 110 stalls - residential (targeted at 1.0 stalls / unit avg.)

SEE CALCULATIONS ON SHEET A0.02

BUILDING HEIGHT (TABLE 4.4)

Base Allowed: 40 feet

Max Allowed: 65 feet

Max Allowed to be achieved by utilizing Density Bonus Program by providing 8,100 SF affordable
housing.

SEE CALCULATIONS AND DIAGRAM ON SHEET A0.02

FAR (4.48

Base FAR: 1.25 (67,500 Sq. Ft.) / Max FAR 2.0 (108,000 Sg. Ft.)

Max Allowed to be achieved by utilizing Density Bonus Program by providing 8,100 SF affordable
housing.

SEE CALCULATIONS AND DIAGRAMS ON SHEET A0.03

SETBACKS (TABLE 4.4)

Build to Line 10 feet (min 60% of facade, maximum setback at street facing frontage):
Corner Build to Line: min 60' along each facade from corner shall adhere to 'Build to Line'
Side setback: 7 feet

Rear Sethack: 7 feet

IMPERVIOUS SURFACE / LOT COVERAGE (TABLE 4.4)

R.0.W. included as Pervious Cover per Municipal Code 18.07.050.E
Allowed: 80%

Proposed: SEE CHART ON SHEET A0.03

LIST OF PERMITS
PERMIT TYPE PERMIT # DATE OF SUBMITTAL
SITE DEVELOPMENT PERMIT APRIL 19, 2016
CLEARING AND GRADING PERMIT TBD
DEMOLITION PERMIT TBD
BUILDING PERMIT TBD

IBC INFORMATION

CONSTRUCTION TYPE : 4 STORIES OF TYPE VA (WOODFRAME) OVER
1 STORY TYPE IA (CONCRETE)

PROPOSED USE: R-2 RESIDENTIAL
A-2 ACCESSORY OCCUPANCY ON L-2 (IBC 508.2)

| www.grouparch.com

1735 westlake avenue north, suite 200, seattle, wa 98109
206.365.1230

grouparchitect

-
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IMPERVIOUS SURFACE / LOT COVERAGE (TABLE 4.4 COMMUNITY SPACE (7.3.A.2 S Q)
o)
(TABLE 4.4 (7:3A2) g3
© O I )
’ %
IMPERVIOUS SURFACE / LOT COVERAGE (TABLE 4.4) . 7.3.A.2 - Each residential unit to have a minimum 48 SF of private or community - - — - - — - - — — — S —
**R.0.W. included as Pervious Cover per Municipal Code 18.07.050.E outdoor space, provided for individual unit or as common community space. N C
Allowed: 80% 2
Proposed: SEE CHART BELOW 7.3.A.2.a - Minimum length and width of private unit decks = 6" x 8' RO&EBDSECK ?) o
' TOTAL UNITS 110 | ? | =] & U
0 a ! H =
COVER TYPE AREA | % TOTAL OUTDOOR SPACE REQUIRED (UNITS x 48 SF) 5,280 SF | Fﬁ—‘ | S o
IMPERVIOUS 42191SF  78.1% 0 c 9 ) —
PERVIOUS 8349SF|  155% ] COMMUNITY OUTDOOR SPACE PROVIDED: QS
R.O.W. DEDICATION (**PERVIOUS) 3460SF|  6.4% === T e g i A CEVEL REA S m
54000 SF 100.0% T >
@
GROUND LEVEL COURT |LEVEL 1 2765 SF COMMUNITY SPACE- LEVEL ROOF PLAN o
L LEVEL 2ROOF DECK  |LEVEL 2 1310 SF SCALE: 1" = 80-0" b~
4, B ' ROOF DECK LEVEL ROOF PLAN | 2468 SF ' K
o T 1 I 6543 SF D S
=
PRIVATE UNIT DECKS PROPOSED 720 SF _— Y — — — - - - - - = 0
APPLIED UNIT DECK COUNT (6'MIN DEPTH - 7.3.A2.a) 12 (48 SF MIN) — 2 O
-
TOTAL OUTDOOR SPACE PROVIDED 7,263 SF ( \
|
PERVIOUS IMPERVIOUS DEDICATION ggg:ggm fé”ﬁﬂgg REQUIRED ?10108§FSF) | Dn
FITNESS (400 SF) LEVEL 2 ROOF i |
TOTAL INDOOR AMENITY PROVIDED 1,580 SF 12'15008’; .
? - - r
PARKING LOT LANDSCAPING (10.5A) SCALE: 1"=80-0"
10.5.A LANDSCAPE FOR PARKING AREAS
10.5.A.2 INTERIOR LANDSCAPE: N
- ONE TREE FOR EACH 6 STALLS a 8262 \ REGISTERED
- LANDSCAPE AREA SHALL EQUAL 10% OF PARKING
AREA —_— = — —— — 5=
_— LANDSCAPE ISLANDS WITH TREES SHALL BE 5' MIN COURT
2765 SF
?
10.5.A.3 EDGE LANDSCAPE: e I_7AN %"SCAPE - STATE OF WASHINGTON
- 30" WIDE (MIN) EDGE LANDSCAPE REQUIRED AT - -
ROW, CIRCULATION FACILITIES, COMMUNITY SPACES EL: p EDGE LANDSCAPE COMML!NITY SPACE- GROUND LEVEL COURT
ONLY 3 % SCALE: 1"=80-0
59 |
10.5.A.4 ALTERNATIVES N &
¢) EDGE TREATMENT - VERTICAL AREA OF g I J_ U s Jj
QEICGHHT_:_ECTURAL ELEMENTS ALONG EDGE ABOVE 3' IN L,DJ © 2015 GROUPARCHITECT, INC. ALL RIGHTS RESERVED
PROJECT:
‘* | i
(NRRNNRNNNRNNRR NN | ! = EF: ISSAQUAH
N »
PARKIN AREALAND APIN 1 ) A —_— = == =] = | = = | = | — | — WL LI
G AREA LANDSCAPING (105 y ’ APARTMENTS
Surface Parking Area (Un-Covered) 13186 SF 2 =
S = — 955 7th A NW
Surface Parking Stalls (Un-Covered) 63 3 - -— — — venue
(Incl. 22 partially covered stalls) o]
g — I [ T T [ I T T T I T 1 Issaquah, WA 98027
Trees Required (1/6 stalls) 10
Trees Provided (See Landscape Plan) 17
Interior Landscaping Required (10%) 1,319 SF
Parking Area Landscaping Provided: SURFACE PARKING INTERNAL PARKING
LANDSCAPING
PARKING AREA LANDSCAPING
INTERNAL LANDSCAPING 1485 SF
1485 SF
CLIENT:
FAR & DENSITY BONUS ISSY 7TH AVE’ LLC
FAR CALCULATIONS AND DENSITY BONUS - ALLOWED PROPOSED FAR SUMMARY:
Max FAR 200 (180008F)
Base FAR: 125 (67,500 SF) NAME AREA FAR-LEVEL 5 FAR - LEVEL 3 PROJECT ISSUES:
Bonus FAR 0.75 (40,500 SF) FAR - LEVEL 1 9803 SF ' 23581 SF 23915 SF FAR - LEVEL MEZZ SITE DEVELOPMENT PERMIT 4119/2016
FAR - LEVEL MEZZ 2514 SF \:T\:T RESIDENTIAL \:T N § RESIDENTIAL FAR - LEVEL MEZZ 1876 SF
1/3 of 0.75 bonus (40,500 SF) = 0.25 FAR = 13,500 SF - 639 SF RESIDENTIAL
20% of 0.25 FAR (13,500 SF) = 2,700 SF FAR- LEVEL 2 2390 SF | | =T N | | RESIDENTIA
' FAR-LEVEL 3 23915 SF | | | | ] H—q | N
2/3 or 0.75 bonus (40,500 SF) = 0.50 FAR = 27,000 SF FAR - LEVEL 4 23915 SF k. T~ - Z_
20% of 0.50 FAR (27,000 SF) = 5,400 SF FAR-LEVEL5 23587 SF ] I g é I é
(113) 2,700 SF + (2/3) 5,400 SF 8100 SF affordable housingreqtd. - ROOF 22 5F = N . - _
s + X =0, aoraeousmgreq’ - e e e .
{0 achieve max density bonus 107956 SF — - _ - - _ - - - _ = _ . - - - _ _ __ _ SHEET DATE; 411912016
REVISIONS
FAR CALCULATIONS AND DENSITY BONUS - PROPOSED
Total FAR proposed = 2.0 FAR (108,000 SF)
FAR DIAGRAM - LEVEL 5 FAR DIAGRAM - LEVEL 3 LEVEL MEZZANINE
Required & Elective Public Benefits Provided SCALE: 1"=80-0" SCALE: 1"=80"-0" SCALE: 1"=80"-0"
MANDATORY - on-site affordable housing 2,700 sf (per calcs above)
ELECTIVE - on-site affordable housing 5,400 sf (per calcs above)
LEVEL NAME USE AREA LEVEL NAME USE AREA LEVEL NAME USE AREA
LEVEL5 FAR-LEVEL5 |RESIDENTIAL 23587.5 SF LEVEL 3 FAR-LEVEL3 |RESIDENTIAL 23915.0 SF LEVEL MEZZANINE FAR - LEVEL MEZZ | RESIDENTIAL 638.5 SF
23587 5 SF 23915.0 SF LEVEL MEZZANINE FAR-LEVELMEZZ |RESIDENTIAL 1875.5 SF
2514.1 SF
e e i _ DRAWN: NRG/ AMM
FAR - LEVEL ROOF FAR - LEVEL 4 FAR - LEVEL 2 _ . . . .
23960 SF L] U CHECKED: NRG
54 SF N 23915 SF NS RESIDENTIAL AR - LEVEL 1
RESIDENTIAL \ \ﬂ RESIDENTIAL \ \ FAR - LEVEL 1 8305 SF PROJECT No. 1531
] ] ' ' RESIDENTIAL
| | | A NS | | | é
y RESI | :
| FAR-QE‘LO’OF : F | | | | g | | SHEET TITLE:
59-SF —-— | O G CO
ESIDENTIAL FAR - LEJEL ROOF ) Q Z NIN DE
149 SF x
= L 1 N e s v e e v - = CALCULATIONS
SCALE: 1"=80-0" SCALE: 1"=80-0" SCALE: 1"=80"-0" SCALE: 1"=80"-0"
LEVEL NAME USE AREA
LEVEL NAME USE AREA ISSUE: SITE DEVELOPMENT PERMIT
LEVEL ROOF PLAN FAR - LEVEL ROOF  |RESIDENTIAL 539 SF LEVEL NAME USE AREA LEVEL NAME USE AREA LEVEL 1 FAR-LEVEL1 |RESIDENTIAL 83049 SF
LEVEL ROOF PLAN FAR - LEVEL ROOF  |RESIDENTIAL 59.0 SF LEVEL 4 FAR-LEVEL4 |RESIDENTIAL 23915.0 SF LEVEL 2 FAR-LEVEL2 |RESIDENTIAL 23959.6 SF LEVEL 1 FAR-LEVEL 1 |RESIDENTIAL 1497 9 SF
LEVEL ROOF PLAN FAR - LEVEL ROOF  |RESIDENTIAL 149.2 SF 23915.0 SF 23959.6 SF 9802.7 SF
262.2 SF ' 0 03
l \ [ |

ORIGINAL SHEET SIZE IS 24"x36" | PLOT DATE:

4/19/2016 6:13:45 PM
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6. PROVIDE MINIMUM 1-FOOTCANDLE EMERGENCY ILLUMINATION AT INTERIOR LOBBIES AND CORRIDORS, RESIDENTIAL AND
ENTRY COURTYARDS TO PUBLIC WAY. LIGHTING FIXTURES SHOWN TO ILLUSTRATE GENERAL LIGHTING INTENT ONLY ADEQUATE
ILLUMINATION LEVELS IS THE RESPONSIBILITY OF THE ELECTRICAL DESIGN-BUILD CONTRACTOR.

7. EXIT SIGNS ARE MINIMUM REQUIRED. CONTRACTOR TO PROVIDE ADDITIONAL EXIT SIGNS AS REQUIRED BY AHJ.

8. PROVIDE BOLLARDS AND/OR OTHER IMPACT PROTECTION MEASURES AT MECHANICAL/ELECTRICAL EQUIPMENT WHERE

EXPOSED TO MOVING TRAFFIC. SEE DETAIL 4/A8.01
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LANDSCAPE DRAWINGS FOR INFORMATION NOT SHOWN HERE. SEE SHEET A1.00 FOR SITE PLAN INFORMATION.
2. THIS DRAWING IS INTEDED TO SHOW BUILDING SHELL ONLY. SEE ENLARGED UNIT AND COMMON AREA PLANS FOR
ADDITIONAL INFORMATION,
3. GRID PATTERNS WHERE SHOWN INDICATE LOCATION OF SCORE LINES, EXPANSION JOINTS, OR CONTRACTION JOINTS IN
TOPPING SLABS AND SLABS ON GRADE. ALIGN THESE JOINTS WTIH OPEN JOINTS IN UNIT PAVERS ON PEDESTALS WHERE THE TWO
MEET. SEE LANDSCAPE DRAWINGS FOR ADDITIONAL INFORMATION,
4. PROVIDE FIRE DEPARTMENT CONNECTIONS (FDC) AS REQUIRED BY LOCAL FIRE DEPARTMENT. FDC'S SHALL BE READILY
VISIBLE AND ACCESSIBLE ON A STREET FRONTAGE OR WHERE OTHERWISE APPROVED AND LOCATED AT LEAST 10 FEET AWAY FROM PLAN LEGEND
BUILDING EXITS. e 3 HOUR RATED ASSEMBLY
5. PROVIDE RECESSED WALL HYDRANTS AT PERIMETER OF BUILDING WHERE REQUIRED BY LOCAL FIRE DEPARTMENT.
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2. THIS DRAWING IS INTEDED TO SHOW BUILDING SHELL ONLY. SEE ENLARGED UNIT AND COMMON AREA PLANS FOR ]
ADDITIONAL INFORMATION.
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3. GRID PATTERNS WHERE SHOWN INDICATE LOCATION OF SCORE LINES, EXPANSION JOINTS, OR CONTRACTION JOINTS IN
TOPPING SLABS AND SLABS ON GRADE. ALIGN THESE JOINTS WTIH OPEN JOINTS IN UNIT PAVERS ON PEDESTALS WHERE THE SHEET TITLE:
TWO MEET. SEE LANDSCAPE DRAWINGS FOR ADDITIONAL INFORMATION.

4. PROVIDE FIRE DEPARTMENT CONNECTIONS (FDC) AS REQUIRED BY LOCAL FIRE DEPARTMENT. FDC'S SHALL BE READILY LEVE L 1 F LOO R
VISIBLE AND ACCESSIBLE ON A STREET FRONTAGE OR WHERE OTHERWISE APPROVED AND LOCATED AT LEAST 10 FEET AWAY PLAN LEGEND P L AN S O U TH
-

FROM BUILDING EXITS.
3 HOUR RATED ASSEMBLY

5. PROVIDE RECESSED WALL HYDRANTS AT PERIMETER OF BUILDING WHERE REQUIRED BY LOCAL FIRE DEPARTMENT.

2 HOUR RATED ASSEMBLY

6. PROVIDE MINIMUM 1-FOOTCANDLE EMERGENCY ILLUMINATION AT INTERIOR LOBBIES AND CORRIDORS, RESIDENTIAL AND
ENTRY COURTYARDS TO PUBLIC WAY. LIGHTING FIXTURES SHOWN TO ILLUSTRATE GENERAL LIGHTING INTENT ONLY ADEQUATE
ILLUMINATION LEVELS IS THE RESPONSIBILITY OF THE ELECTRICAL DESIGN-BUILD CONTRACTOR. 1 HOUR RATED ASSEMBLY

7. EXIT SIGNS ARE MINIMUM REQUIRED. CONTRACTOR TO PROVIDE ADDITIONAL EXIT SIGNS AS REQUIRED BY AHJ. ISSUE:
Q Q NON-RATED ASSEVBLY SITE DEVELOPMENT PERMIT

8. PROVIDE BOLLARDS AND/OR OTHER IMPACT PROTECTION MEASURES AT MECHANICAL/ELECTRICAL EQUIPMENT WHERE

EXPOSED TO MOVING TRAFFIC. SEE DETAIL 4/A8.01
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3. GRID PATTERNS WHERE SHOWN INDICATE LOCATION OF SCORE LINES, EXPANSION JOINTS, OR CONTRACTION JOINTS IN
TOPPING SLABS AND SLABS ON GRADE. ALIGN THESE JOINTS WTIH OPEN JOINTS IN UNIT PAVERS ON PEDESTALS WHERE THE TWO SHEET TITLE:
MEET. SEE LANDSCAPE DRAWINGS FOR ADDITIONAL INFORMATION,
4. PROVIDE FIRE DEPARTMENT CONNECTIONS (FDC) AS REQUIRED BY LOCAL FIRE DEPARTMENT. FDC'S SHALL BE READILY LEVEL 2 FLOOR
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5. PROVIDE RECESSED WALL HYDRANTS AT PERIMETER OF BUILDING WHERE REQUIRED BY LOCAL FIRE DEPARTMENT.
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WALL ASSEMBLY TAG
SEE SHEET A9.01 A2 O 2 N
-
u
ORIGINAL SHEET SIZE IS 24'x36" | PLOT DATE: ~ 4/19/2016 6:14:36 PM




1o

5

7

6

15

2

5

170'- 6"
35'-9" 15'- 6" 9-1" 11'-5" 287" 7-5" 240" g-7" 19'-9 1/4" 10'- 4 3/4"
15'-51/2" 10'-117/8'" 11"-11" 24'-81/4" 10'- 11 3/4" 25'-01/4" 10'-11 3/4" 24'-0" 12'-81/4" 11'-0" ,15'-312"
\ \ \ \
LIJ'Z
| | | §|<\'1
N (I_) o
T TE— — - - = = T ey
\ 12
B 1== |
I
|
I
: | | =
: C4 | &
S . CA CA B.5 C.4 [
| |
|
|
|
— — — +H = — — — - — L — — — — — =T — — — +— — — ‘ — T — — %ﬁﬁ' T — —= B
| | 5
T [ I 1 | o | | [ i | ©
- ] | - | | - y o 8 - . ¢
| CORRIDOR I 5y
B B |l St ~ FITNESS B “ B _ B | 1 B B - B D
| i — —— — | o
L ] it |
L/‘ | lL '
STAIR 2 I
I
| I S
S| iets L __ J Bl S
| o 4 I ELEVATOR I
| B.1 A X B.1 B.5 i 1
. | | | |
LOUNGE | [ ] L
B B B B 5 B B B | B S R R B B _ B 2 B B B B B = | B K R B c
S l 1 AT7.01 .
E. | ] \ | ' °
| i = | =)
\ \_ | |
\ - - ) \
H . ;.—.;L |
R R /ME w — T | NS EEEE | (NSRS — L - - B - @
\
] I
! |
' &
! =
3 &
ROOF DECK C3|
!
|
I
|
S |
e . . . . . . . . . . . . . . . . . . . . . 1 ! - . . @
]
!
I
— — — 2) Z o
4’ N
— - - - -—- - - - - -ghg - - —  —PLE
61'-6" 13-7" 11'-4 3/8" 28'-61/2" 11'-6" 26'- 10 1/2" 7-17/8" 27-9" = = ~—
LEVEL 2 - SOUTH 1
SCALE: 1/8"=1'-0" A2.02-S
BUILDING ENVELOPE NOTES: KEYNOTES FLOOR PLAN GENERAL NOTES:

1. THIS DRAWING IS INTENDED TO REFERENCE OR SHOW CERTAIN SITE FEATURES WHERE APPLICABLE REFER TO CIVIL AND
LANDSCAPE DRAWINGS FOR INFORMATION NOT SHOWN HERE. SEE SHEET A1.00 FOR SITE PLAN INFORMATION.

2, THIS DRAWING IS INTEDED TO SHOW BUILDING SHELL ONLY. SEE ENLARGED UNIT AND COMMON AREA PLANS FOR

ADDITIONAL INFORMATION.

3. GRID PATTERNS WHERE SHOWN INDICATE LOCATION OF SCORE LINES, EXPANSION JOINTS, OR CONTRACTION JOINTS IN
TOPPING SLABS AND SLABS ON GRADE. ALIGN THESE JOINTS WTIH OPEN JOINTS IN UNIT PAVERS ON PEDESTALS WHERE THE TWO

MEET. SEE LANDSCAPE DRAWINGS FOR ADDITIONAL INFORMATION.

4, PROVIDE FIRE DEPARTMENT CONNECTIONS (FDC) AS REQUIRED BY LOCAL FIRE DEPARTMENT. FDC'S SHALL BE READILY
VISIBLE AND ACCESSIBLE ON A STREET FRONTAGE OR WHERE OTHERWISE APPROVED AND LOCATED AT LEAST 10 FEET AWAY FROM

BUILDING EXITS.

5, PROVIDE RECESSED WALL HYDRANTS AT PERIMETER OF BUILDING WHERE REQUIRED BY LOCAL FIRE DEPARTMENT.

6. PROVIDE MINIMUM 1-FOOTCANDLE EMERGENCY ILLUMINATION AT INTERIOR LOBBIES AND CORRIDORS, RESIDENTIAL AND
ENTRY COURTYARDS TO PUBLIC WAY. LIGHTING FIXTURES SHOWN TO ILLUSTRATE GENERAL LIGHTING INTENT ONLY ADEQUATE
ILLUMINATION LEVELS IS THE RESPONSIBILITY OF THE ELECTRICAL DESIGN-BUILD CONTRACTOR.

7. EXIT SIGNS ARE MINIMUM REQUIRED. CONTRACTOR TO PROVIDE ADDITIONAL EXIT SIGNS AS REQUIRED BY AHJ.

8. PROVIDE BOLLARDS AND/OR OTHER IMPACT PROTECTION MEASURES AT MECHANICAL/ELECTRICAL EQUIPMENT WHERE

EXPOSED TO MOVING TRAFFIC. SEE DETAIL 4/A8.01
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3. GRID PATTERNS WHERE SHOWN INDICATE LOCATION OF SCORE LINES, EXPANSION JOINTS, OR CONTRACTION JOINTS IN
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5. PROVIDE RECESSED WALL HYDRANTS AT PERIMETER OF BUILDING WHERE REQUIRED BY LOCAL FIRE DEPARTMENT.
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8. PROVIDE BOLLARDS ANDIOR OTHER IMPACT PROTECTION MEASURES AT MECHANICALIELECTRICAL EQUIPMENT WHERE
EXPOSED TO MOVING TRAFFIC. SEE DETAIL 4/A8.01
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3. GRID PATTERNS WHERE SHOWN INDICATE LOCATION OF SCORE LINES, EXPANSION JOINTS, OR CONTRACTION JOINTS IN
TOPPING SLABS AND SLABS ON GRADE. ALIGN THESE JOINTS WTIH OPEN JOINTS IN UNIT PAVERS ON PEDESTALS WHERE THE TWO
MEET. SEE LANDSCAPE DRAWINGS FOR ADDITIONAL INFORMATION.

4, PROVIDE FIRE DEPARTMENT CONNECTIONS (FDC) AS REQUIRED BY LOCAL FIRE DEPARTMENT. FDC'S SHALL BE READILY
VISIBLE AND ACCESSIBLE ON A STREET FRONTAGE OR WHERE OTHERWISE APPROVED AND LOCATED AT LEAST 10 FEET AWAY FROM
BUILDING EXITS.

5, PROVIDE RECESSED WALL HYDRANTS AT PERIMETER OF BUILDING WHERE REQUIRED BY LOCAL FIRE DEPARTMENT.

6. PROVIDE MINIMUM 1-FOOTCANDLE EMERGENCY ILLUMINATION AT INTERIOR LOBBIES AND CORRIDORS, RESIDENTIAL AND
ENTRY COURTYARDS TO PUBLIC WAY. LIGHTING FIXTURES SHOWN TO ILLUSTRATE GENERAL LIGHTING INTENT ONLY ADEQUATE
ILLUMINATION LEVELS IS THE RESPONSIBILITY OF THE ELECTRICAL DESIGN-BUILD CONTRACTOR.

7. EXIT SIGNS ARE MINIMUM REQUIRED. CONTRACTOR TO PROVIDE ADDITIONAL EXIT SIGNS AS REQUIRED BY AHJ.

8. PROVIDE BOLLARDS AND/OR OTHER IMPACT PROTECTION MEASURES AT MECHANICAL/ELECTRICAL EQUIPMENT WHERE
EXPOSED TO MOVING TRAFFIC. SEE DETAIL 4/A8.01
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SHEET DATE: 4/19/2016
REVISIONS
LEVEL 4 - NORTH 1
SCALE: 1/8"= 10" A204N
BUILDING ENVELOPE NOTES: KEYNOTES FLOOR PLAN GENERAL NOTES: .
1. THIS DRAWING IS INTENDED TO REFERENCE OR SHOW CERTAIN SITE FEATURES WHERE APPLICABLE REFER TO CIVIL AND
LANDSCAPE DRAWINGS FOR INFORMATION NOT SHOWN HERE. SEE SHEET A1.00 FOR SITE PLAN INFORMATION.
DRAWN: NRG/ AMM
2. THIS DRAWING IS INTEDED TO SHOW BUILDING SHELL ONLY. SEE ENLARGED UNIT AND COMMON AREA PLANS FOR
ADDITIONAL INFORMATION. lﬂ CHECKED: NRG
PROJECT No. 1531
3. GRID PATTERNS WHERE SHOWN INDICATE LOCATION OF SCORE LINES, EXPANSION JOINTS, OR CONTRACTION JOINTS IN

TOPPING SLABS AND SLABS ON GRADE. ALIGN THESE JOINTS WTIH OPEN JOINTS IN UNIT PAVERS ON PEDESTALS WHERE THE TWO SHEET TITLE:
MEET. SEE LANDSCAPE DRAWINGS FOR ADDITIONAL INFORMATION.

4, PROVIDE FIRE DEPARTMENT CONNECTIONS (FDC) AS REQUIRED BY LOCAL FIRE DEPARTMENT. FDC'S SHALL BE READILY PLAN LEGEND LEVE L 4 F LOO R
VISIBLE AND ACCESSIBLE ON A STREET FRONTAGE OR WHERE OTHERWISE APPROVED AND LOCATED AT LEAST 10 FEET AWAY FROM P LAN N O RTH
-

BUILDING EXITS.
3 HOUR RATED ASSEMBLY

5, PROVIDE RECESSED WALL HYDRANTS AT PERIMETER OF BUILDING WHERE REQUIRED BY LOCAL FIRE DEPARTMENT.

2 HOUR RATED ASSEMBLY

6. PROVIDE MINIMUM 1-FOOTCANDLE EMERGENCY ILLUMINATION AT INTERIOR LOBBIES AND CORRIDORS, RESIDENTIAL AND
ENTRY COURTYARDS TO PUBLIC WAY. LIGHTING FIXTURES SHOWN TO ILLUSTRATE GENERAL LIGHTING INTENT ONLY ADEQUATE
ILLUMINATION LEVELS IS THE RESPONSIBILITY OF THE ELECTRICAL DESIGN-BUILD CONTRACTOR. 1 HOUR RATED ASSEMBLY

7. EXIT SIGNS ARE MINIMUM REQUIRED. CONTRACTOR TO PROVIDE ADDITIONAL EXIT SIGNS AS REQUIRED BY AHJ. ISSUE:
NON-RATED ASSEVBLY SITE DEVELOPMENT PERMIT

8. PROVIDE BOLLARDS AND/OR OTHER IMPACT PROTECTION MEASURES AT MECHANICAL/ELECTRICAL EQUIPMENT WHERE

EXPOSED TO MOVING TRAFFIC. SEE DETAIL 4/A8.01
WALL ASSEMBLY TAG

A2.04-N

ORIGINAL SHEET SIZE IS 24"x36" | PLOT DATE: 4/19/2016 6:14:56 PM
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SCALE: 1/8" = 10"
BUILDING ENVELOPE NOTES: KEYNOTES FLOOR PLAN GENERAL NOTES:

1. THIS DRAWING IS INTENDED TO REFERENCE OR SHOW CERTAIN SITE FEATURES WHERE APPLICABLE REFER TO CIVIL AND
LANDSCAPE DRAWINGS FOR INFORMATION NOT SHOWN HERE. SEE SHEET A1.00 FOR SITE PLAN INFORMATION.

2, THIS DRAWING IS INTEDED TO SHOW BUILDING SHELL ONLY. SEE ENLARGED UNIT AND COMMON AREA PLANS FOR

ADDITIONAL INFORMATION.

3. GRID PATTERNS WHERE SHOWN INDICATE LOCATION OF SCORE LINES, EXPANSION JOINTS, OR CONTRACTION JOINTS IN
TOPPING SLABS AND SLABS ON GRADE. ALIGN THESE JOINTS WTIH OPEN JOINTS IN UNIT PAVERS ON PEDESTALS WHERE THE TWO

MEET. SEE LANDSCAPE DRAWINGS FOR ADDITIONAL INFORMATION.

4, PROVIDE FIRE DEPARTMENT CONNECTIONS (FDC) AS REQUIRED BY LOCAL FIRE DEPARTMENT. FDC'S SHALL BE READILY
VISIBLE AND ACCESSIBLE ON A STREET FRONTAGE OR WHERE OTHERWISE APPROVED AND LOCATED AT LEAST 10 FEET AWAY FROM

BUILDING EXITS.

5, PROVIDE RECESSED WALL HYDRANTS AT PERIMETER OF BUILDING WHERE REQUIRED BY LOCAL FIRE DEPARTMENT.

6. PROVIDE MINIMUM 1-FOOTCANDLE EMERGENCY ILLUMINATION AT INTERIOR LOBBIES AND CORRIDORS, RESIDENTIAL AND

ENTRY COURTYARDS TO PUBLIC WAY. LIGHTING FIXTURES SHOWN TO ILLUSTRATE GENERAL LIGHTING INTENT ONLY ADEQUATE

ILLUMINATION LEVELS IS THE RESPONSIBILITY OF THE ELECTRICAL DESIGN-BUILD CONTRACTOR.
7. EXIT SIGNS ARE MINIMUM REQUIRED. CONTRACTOR TO PROVIDE ADDITIONAL EXIT SIGNS AS REQUIRED BY AHJ.

8. PROVIDE BOLLARDS AND/OR OTHER IMPACT PROTECTION MEASURES AT MECHANICAL/ELECTRICAL EQUIPMENT WHERE

EXPOSED TO MOVING TRAFFIC. SEE DETAIL 4/A8.01

PROJECT ISSUES:

A2.04-S

- ’

1alr

PLAN LEGEND

3 HOUR RATED ASSEMBLY

2 HOUR RATED ASSEMBLY

1 HOUR RATED ASSEMBLY

NON-RATED ASSEMBLY

WALL ASSEMBLY TAG
SEE SHEET A9.01
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ORIGINAL SHEET SIZE IS 24"x36" | PLOT DATE: 4/19/2016 6:15:02 PM
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] SHEET DATE: 4/19/2016
REVISIONS
LEVEL 5 - NORTH 1
SCALE: 1/8"=1"-0" A2.05-N
BUILDING ENVELOPE NOTES: KEYNOTES FLOOR PLAN GENERAL NOTES: o
1. THIS DRAWING IS INTENDED TO REFERENCE OR SHOW CERTAIN SITE FEATURES WHERE APPLICABLE REFER TO CIVIL AND
LANDSCAPE DRAWINGS FOR INFORMATION NOT SHOWN HERE. SEE SHEET A1.00 FOR SITE PLAN INFORMATION.
DRAWN: NRG/ AMM
2. THIS DRAWING IS INTEDED TO SHOW BUILDING SHELL ONLY. SEE ENLARGED UNIT AND COMMON AREA PLANS FOR
ADDITIONAL INFORMATION. I:‘ CHECKED: NRG
PROJECT No. 1531
3. GRID PATTERNS WHERE SHOWN INDICATE LOCATION OF SCORE LINES, EXPANSION JOINTS, OR CONTRACTION JOINTS IN
TOPPING SLABS AND SLABS ON GRADE. ALIGN THESE JOINTS WTIH OPEN JOINTS IN UNIT PAVERS ON PEDESTALS WHERE THE TWO SHEET TITLE:

MEET. SEE LANDSCAPE DRAWINGS FOR ADDITIONAL INFORMATION.

4, PROVIDE FIRE DEPARTMENT CONNECTIONS (FDC) AS REQUIRED BY LOCAL FIRE DEPARTMENT. FDC'S SHALL BE READILY PLAN LEGEND LEVE L 5 F LOO R
VISIBLE AND ACCESSIBLE ON A STREET FRONTAGE OR WHERE OTHERWISE APPROVED AND LOCATED AT LEAST 10 FEET AWAY FROM P LAN N O RTH
-

BUILDING EXITS.
3 HOUR RATED ASSEMBLY

5. PROVIDE RECESSED WALL HYDRANTS AT PERIMETER OF BUILDING WHERE REQUIRED BY LOCAL FIRE DEPARTMENT.

6. PROVIDE MINIMUM 1-FOOTCANDLE EMERGENCY ILLUMINATION AT INTERIOR LOBBIES AND CORRIDORS, RESIDENTIAL AND 2 HOUR RATED ASSEMBLY

ENTRY COURTYARDS TO PUBLIC WAY. LIGHTING FIXTURES SHOWN TO ILLUSTRATE GENERAL LIGHTING INTENT ONLY ADEQUATE
ILLUMINATION LEVELS IS THE RESPONSIBILITY OF THE ELECTRICAL DESIGN-BUILD CONTRACTOR. 1 HOUR RATED ASSEMBLY

7. EXIT SIGNS ARE MINIMUM REQUIRED. CONTRACTOR TO PROVIDE ADDITIONAL EXIT SIGNS AS REQUIRED BY AHJ. ISSUE:
NON-RATED ASSENBLY SITE DEVELOPMENT PERMIT

8. PROVIDE BOLLARDS AND/OR OTHER IMPACT PROTECTION MEASURES AT MECHANICAL/ELECTRICAL EQUIPMENT WHERE

EXPOSED TO MOVING TRAFFIC. SEE DETAIL 4/A8.01
WALL ASSEMBLY TAG

A2.05-N

ORIGINAL SHEET SIZE IS 24"x36" | PLOT DATE: 4/19/2016 6:15:07 PM
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LEVEL 5 - SOUTH
SCALE: 1/8" = 1-0"
BUILDING ENVELOPE NOTES: KEYNOTES FLOOR PLAN GENERAL NOTES:

1. THIS DRAWING IS INTENDED TO REFERENCE OR SHOW CERTAIN SITE FEATURES WHERE APPLICABLE REFER TO CIVIL AND
LANDSCAPE DRAWINGS FOR INFORMATION NOT SHOWN HERE. SEE SHEET A1.00 FOR SITE PLAN INFORMATION.

2. THIS DRAWING IS INTEDED TO SHOW BUILDING SHELL ONLY. SEE ENLARGED UNIT AND COMMON AREA PLANS FOR
ADDITIONAL INFORMATION.

3. GRID PATTERNS WHERE SHOWN INDICATE LOCATION OF SCORE LINES, EXPANSION JOINTS, OR CONTRACTION JOINTS IN
TOPPING SLABS AND SLABS ON GRADE. ALIGN THESE JOINTS WTIH OPEN JOINTS IN UNIT PAVERS ON PEDESTALS WHERE THE TWO
MEET. SEE LANDSCAPE DRAWINGS FOR ADDITIONAL INFORMATION.

4, PROVIDE FIRE DEPARTMENT CONNECTIONS (FDC) AS REQUIRED BY LOCAL FIRE DEPARTMENT. FDC'S SHALL BE READILY
VISIBLE AND ACCESSIBLE ON A STREET FRONTAGE OR WHERE OTHERWISE APPROVED AND LOCATED AT LEAST 10 FEET AWAY FROM
BUILDING EXITS.

5. PROVIDE RECESSED WALL HYDRANTS AT PERIMETER OF BUILDING WHERE REQUIRED BY LOCAL FIRE DEPARTMENT.

6. PROVIDE MINIMUM 1-FOOTCANDLE EMERGENCY ILLUMINATION AT INTERIOR LOBBIES AND CORRIDORS, RESIDENTIAL AND
ENTRY COURTYARDS TO PUBLIC WAY. LIGHTING FIXTURES SHOWN TO ILLUSTRATE GENERAL LIGHTING INTENT ONLY ADEQUATE
ILLUMINATION LEVELS IS THE RESPONSIBILITY OF THE ELECTRICAL DESIGN-BUILD CONTRACTOR.

7. EXIT SIGNS ARE MINIMUM REQUIRED. CONTRACTOR TO PROVIDE ADDITIONAL EXIT SIGNS AS REQUIRED BY AHJ.

8. PROVIDE BOLLARDS AND/OR OTHER IMPACT PROTECTION MEASURES AT MECHANICAL/ELECTRICAL EQUIPMENT WHERE
EXPOSED TO MOVING TRAFFIC. SEE DETAIL 4/A8.01
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WALL ASSEMBLY TAG
SEE SHEET A9.01
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ROOF PLAN - NORTH 1
SCALE: 1/8"=1"-0" A2.06-N
ROOF SLOPE / PARAPET HEIGHT CALCULATIONS ROOF VENTILATION CALCULATIONS ROOF PLAN NOTES .
PER EXHIBIT B FOR 23.45.514 OF THE SEATTLE LAND USE CODE.
BUILDING HEIGHT MAY EXCEED HEIGHT LIMIT TO ALLOW FOR SLOPE, PROVIDED THE HEIGHT OF THE HIGHEST LOCATION AND REQUIREMENT REQD | PRIMARY VENTILATION METHOD PARAPET VENTILATION ROOF JACK VENTILATION | SOFFIT VENTILATION - PROVIDE 1INCH MININUM AIR GAP BETWEEN TOP OF
ELEVATION OF ROOF SURFACE DOES NOT EXCEED 75% OF PARAPET HEIGHT PROVIDED THAT THE LOWEST ROOF AREA QU S U DAT';N (SQ IN) 0 0 PROPOSED (SQ IN) PROPOSED (SQ IN) PROPOSED (SQ IN) INSULATION AND UNDERSIDE OF ROOF SHEATHING.
ELEVATIONS OF ROOF SURFACE IS NO HIGHER THAN THE HEIGHT LIMIT. \:I
NET FREE VENTING = 3 RE DARAPET AT PERIMETER THROUGH 2. INSTALL A VAPOR RETARDER, WITH A TRANSMISSION RATE NOTTO I:‘
FLAT ROOF OF WEST 1300 o o ' 246.5 LF OF PARAPET 1607.04 -
BASE HEIGHT LIV 5971 SSNG 208 6 zésBoCo 102; 3\/5)NTED SPACE IR FEREN CE ES AT 4" OC o e s o SQIN | 1069 < NONE EXCEED 1 PERM, AT THE WARM SIDE OF THE ATTIC INSULATION.
LOWEST POINT OF ROOF HEIGHT: 459,65 e con S OR CUR _ 298.12SQIN
HIGHEST POINT OF ROOF: 460,65 = INuw
, , BUTTERFLY ROOF 11300 * 1560 = 5.2 SF = 748.8 - 565.5 = 1065 LF OF STRIP VENT
PROPOSED PARAPET HEIGHT: 462.23 1560 S (1?3000 %;!E)NTED SPACE | 248850 N I@%?%%HHHQSFLALFW RENTP ROJECT sl 5.31* 106.5 = 565.5 SQ IN

ALLOWED MAXIMUM RIDGE HEIGHT:
PROVIDED MAXIMUM RIDGE HEIGHT:

1.93 FEET (461.58)
1FOOT (460.65)

(462.23' - 459.65' = 2.58' X 75% = 1.93))

(460.65' - 459.65'

=1.0)

BUILDING ENVELOPE NOTES - ROOF

1. SEE 1/BE06.00 FOR PARAPET TO ROOFING TRANSITION
2. SEE 2/BE06.00 FOR PIPE FLASHING

3. SEE 3/BE06.00 FOR PIPE BOOT

4. SEE 4/BE06.00 FOR ROOF DRAIN

5. SEE 6/BE06.00 FOR CURB AT ROOF HATCH

6. SEE 7/BE06.00 FOR ROOF TO WALL FLASHING

7. SEE 8/BE06.00 FOR ROOF DRAIN LAYOUT

8. SEE 9/BE06.00 FOR TYPICAL EAVE FLASHING

9. SEE 10/BE06.00 FOR RAKE OVERHANG

10. SEE 11/BE06.00 FOR RIDGE FLASHING

11. SEE 12/BE-6.00 FOR EXHAUST VENT FLASHING

12. SEE 14/BE06.00 FOR TPO BASE FLASHING - OUTSIDE CORNER
13. SEE 15/BE06.00 FOR TOP BASE FLASHING - INSIDE CORNER

14. SEE 16/BE06.00 FOR ROOF DRAIN INSULATION

15. SEE 18/BE06.00 FOR FLASHING BOOTS

16. SEE 1/BE06.01 FOR SCUPPER SECTION

17. SEE 2/BE06.01 FOR SCUPPER ISOMETRIC

18. SEE 3/BE06.01 FOR COLLECTOR BOX ISOMETRIC
19. SEE 4/BE06.01 FOR SCUPPER COLLAR ISOMETRIC

20. SEE 6/BE06.01 FOR ROOF AT BUTTERFLY
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ROOF PLAN - SOUTH 1
SCALE: 1/8"=1"-0" A2.06-S
ROOF SLOPE / PARAPET HEIGHT CALCULATIONS ROOF VENTILATION CALCULATIONS ROOF PLAN NOTES
PER EXHIBIT B FOR 23.45.514 OF THE SEATTLE LAND USE CODE.
BUILDING HEIGHT MAY EXCEED HEIGHT LIMIT TO ALLOW FOR SLOPE, PROVIDED THE HEIGHT OF THE HIGHEST k%%f/lx%'é Z\*ND REQUIREMENTS REQD *TION (SQ IN) PRIMARY VENTILATION METHOD EQEIQFSESTEB/E(Q(TQIT,:\)TION Egg; gé\é}g (\Q%NE)LAHON ﬁgggg SVEE[Q\I(Tsll(_)Am?N 1. R@%\{”A?TESANA%HD“{'JSQ’E'%“QQER OGFAE 35;@5%?5 GOF L — —
ELEVATION OF ROOF SURFACE DOES NOT EXCEED 75% OF PARAPET HEIGHT PROVIDED THAT THE LOWEST U '
ELEVATIONS OF ROOF SURFACE IS NO HIGHER THAN THE HEIGHT LIMIT. DA TE ] []
NET FREE VENTING = RE PARAPET AT PERIMETER THROUGH 2, INSTALL A VAPOR RETARDER, WITH A TRANSMISSION RATE NOTTO
FLAT ROOF OF WEST 1300 oo “AUEQ AT 4" 246.5 LF OF PARAPET 1607.04 - EXCEED 1 PERM, AT THE WARM SIDE OF THE ATTIC INSULATION.
BASE HEIGHT LIMIT: 459.71 MASSING = 3348 SF Zé%?%;!E)NTEDSPACE =1607.04 SQ IN FERENCE AT 5.312465=1308.925Q IN | 1308.92= NONE L i
A e OR Clyp
. Y = INUw -
T ped BUTTERFLY ROOF 1/300 * 1560 = 5.2 SF = 748.8 - 565.5 = 106.5 LF OF STRIP VENT
PROPOSED PARAPET HEIGHT: 46223 o oo BB SN S saNPERLE RENTP ROJECT e 531* 1065 = 565.5 50 I

ALLOWED MAXIMUM RIDGE HEIGHT:
PROVIDED MAXIMUM RIDGE HEIGHT:

1.93 FEET (461.58))
1 FOOT (460.65)

(462.23' - 459.65' = 2.58' X 75% = 1.93)
(460.65' - 459.65' = 1.0')

BUILDING ENVELOPE NOTES - ROOF

1. SEE 1/BE06.00 FOR PARAPET TO ROOFING TRANSITION
2. SEE 2/BE06.00 FOR PIPE FLASHING

3. SEE 3/BE06.00 FOR PIPE BOOT

4. SEE 4/BE06.00 FOR ROOF DRAIN

5. SEE 6/BE06.00 FOR CURB AT ROOF HATCH

6. SEE 7/BE06.00 FOR ROOF TO WALL FLASHING

7. SEE 8/BE06.00 FOR ROOF DRAIN LAYOUT

8. SEE 9/BE06.00 FOR TYPICAL EAVE FLASHING
9. SEE 10/BE06.00 FOR RAKE OVERHANG
10. SEE 11/BE06.00 FOR RIDGE FLASHING

11. SEE 12/BE-6.00 FOR EXHAUST VENT FLASHING

12. SEE 14/BE06.00 FOR TPO BASE FLASHING - OUTSIDE CORNER

13. SEE 15/BE06.00 FOR TOP BASE FLASHING - INSIDE CORNER

14. SEE 16/BE06.00 FOR ROOF DRAIN INSULATION

15. SEE 18/BE06.00 FOR FLASHING BOOTS

16. SEE 1/BE06.01 FOR SCUPPER SECTION

17. SEE 2/BE06.01 FOR SCUPPER ISOMETRIC

18. SEE 3/BE06.01 FOR COLLECTOR BOX ISOMETRIC
19. SEE 4/BE06.01 FOR SCUPPER COLLAR ISOMETRIC

20. SEE 6/BE06.01 FOR ROOF AT BUTTERFLY
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SITE ELEVATION - WEST 1 cuent
SCALE =T & ISSY 7TH AVE, LLC

SITE ELEVATION - SOUTH 3 2R
SCALE: 1/16"= 10" A1 \AS11)

PROJECT ISSUES:
SITE DEVELOPMENT PERMIT 411912016
SHEET DATE: 411912016
BUILDING ENVELOPE NOTES - ELEVATIONS KEYNOTES EXTERIOR FINISH SCHEDULE R
1, (40 = PENETRATION WRAP & FLASHING AT WINDOWS & SLIDERS PER SHEET BE2.00 gl\gz 0,0* STI?FF;LE,;WNING MARK EXTERIOR MATERIAL MANUFACTURER SPECIFICATION COMMENTS
) A4 /Z‘“ “2ATION WRAP & FLASHING AT SWING DOORS PER SHEET BE2.01 SRt 04 7.5 Yy BR-1 | THINBRICK VENEER MUTUAL MATERIALS ELTJQEDARD 2 1/2" WITH RAKED JOINTS - MISSION SERIES; COLOR: MAUNA
PL2 GRew. /&XEEN
3. SEE19/BEZ. '?& "HING TERMINATION/KERF AT CONC WALLS (WITHOUT A CAST REVEAL) C1  |FORMED CONCRETE PER STRUCTURAL
) CB-1 |CEMENT BOARD PANELS SHERWIN WILLIAMS | SW6243 "DISTANCE" JOINT PATTERN PER ELEVATION
4, SEE18/BE2.03FOR 4(;1/ " ANT JOINT & BACKER ROD CB-2 |CEMENT BOARD PANELS SHERWIN WILLIAMS | SW7667 "ZIRCON" JOINT PATTERN PER ELEVATION
5 SEEBEL02 FORTYPICALFL Qo CFE PLATE (OR SIM) WAL PENETRATIONS CB-3 |CEMENT BOARD PANELS - LAPPED SIDING |SHERWIN WILLIAMS | SW7003 "TOQUE WHITE" - LAPPED SIDING JOINT PATTERN PER ELEVATION
' ' ) A (OR SIM) CB-4 |CEMENT BOARD PANELS SHERWIN WILLIAMS | SW2848 ROYCROFT PEWTER JOINT PATTERN PER ELEVATION
6 PROVIDE FLASHING AROUND CABINE . 0,? '~AL PANELS, METERS) PER 2.03. M-1  |METAL SIDING AEP SPAN PRESTIGE SERIES - FINISH PER PROJECT 12" PANEL, NO REVEAL, 2 PENCIL RIB, DRAWN: NRG/ AMM
Y | VERTICAL CHECKED: NRG
7. INSTALL FLASHING LAP JOINTS PER 20/BE2.0.. /?,? W-1  |EXTERIOR WOOD COMPOSITE CLADDING | PARKLEX "COPPER"
S PROJECT No. 1531
8. PROVIDE FLASHING @ PIPE PENETRATIONS PER 12/bv /;o
SHEET TITLE:
9. PROVIDE A 2-PIECE FLASHING COLLAR AT PENETRATIONS TH~. 0,/ " ACCEPT A 1-PIECE OR
QUICKFLASH COLLAR - SUCH AS GAS METER PIPING - PER 12/BE2.03. 4(2';, P ROJ ECT
10.  PROVIDE AHOOD AT VENT/EXHAUST PENETRATIONS PER 1/BE2.04 (GROUPED) OR 3/BE2.04 (SINGLE). OVE R AL L

1. PROVIDE CAP FLASHING AT HOSE BIBS PER 11/BE2.03.

ELEVATIONS

12. PROVIDE A QUICKFLASH PANEL & GASKETED COVER AT ELECTRICAL OUTLETS & LIGHT FIXTURES

ISSUE: SITE DEVELOPMENT PERMIT

A3.01

ORIGINAL SHEET SIZE IS 24"x36" | PLOT DATE: 4/19/2016 6:15:24 PM
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GENERAL NOTES

DESIGN/BUILLC

 SYSTEMS

PRE-CONSTRUCTION MEETING

GENERAL

PROVIDE ELECTRICAL INSTALLATION IN ACCORDANCE WITH NATIONAL

1. ELECTRICAL CODE, NATIONAL ELECTRICAL SAFETY CODE, LOCAL CODES,
ORDINANCES AND REQUIREMENTS OF UTILITY COMPANIES FURNISHING
SERVICES TO INSTALLATION.

2. PROVIDE ITEMS NECESSARY TO COMPLETE ELECTRICAL SYSTEMS. THE
ELECTRICAL DRAWINGS ARE DIAGRAMMATIC AND DO NOT NECESSARILY SHOW
EVERY CONDUIT, BOX, CONDUCTOR OR SIMILAR ITEMS FOR A COMPLETE
INSTALLATION.

3. THE CONTRACTOR SHALL VISIT THE SITE PRIOR TO BID AND DETERMINE
CONDITIONS WHICH MAY AFFECT BID. ANY ITEMS NOT FULLY UNDERSTOOD
SHALL BE BROUGHT TO THE ATTENTION OF THE ARCHITECT PRIOR TO
BIDDING.

4. "REF” INDICATIONS DENOTE WORK COVERED ELSEWHERE
(ARCHITECTURAL, STRUCTURAL, OR MECHANICAL).

5. WHEREVER THE WORD "PROVIDE” IS USED, IT MEANS, "FURNISH AND
INSTALL COMPLETE AND READY FOR USE.”

COORDINATE LOCATION OF ELECTRICAL WITH OTHER TRADES.

REFER TO EQUIPMENT DRAWINGS FOR MECHANICAL CHARACTERISTICS (SIZE,
LOCATION, ETC.) OF MECHANICAL EQUIPMENT, UNLESS OTHERWISE
INDICATED.

8. PROVIDE CONDUCTORS AND RACEWAYS PER NATIONAL ELECTRICAL CODE.

MATERIALS AND METHODS

9. PROVIDE RACEWAY AND WIRING AS NOTED, ROUTED CONCEALED WITHIN
BUILDING STRUCTURE WHERE POSSIBLE. WHERE RACEWAY CANNOT
BE CONCEALED, IT SHALL BE INSTALLED PER PROJECT MANAGER'S
DIRECTION.

10.  OUTDOOR EXPOSED CONDUIT ROUTING: CONDUITS ROUTED ON ROOF OR
EXPOSED TO WEATHER SHALL BE EMT OR LIQUID-TIGHT FLEX. PROVIDE
WATER—TIGHT CONNECTIONS AND FITTINGS.

1. CLEARANCES: VERIFY PHYSICAL DIMENSIONS OF EQUIPMENT TO ENSURE
THAT ACCESS CLEARANCES CAN BE MET.

12. CONNECTIONS: PROVIDE GRS, METALLIC FLEX, OR LIQUIDTITE FLEX CONDUITS
FOR CONNECTIONS TO MOTORS OR MOTORIZED EQUIPMENT.

13. WIRING: PROVIDE MINIMUM #14 AWG WIRE IN APT UNIT LIVING ROOMS
AND BEDROOMS. EVERYWHERE ELSE, MINIMUM TO BE #12 AWG WIRE.

14.  WIRING: PROVIDE MINIMUM #10 AWG CONDUCTOR SIZE IN 120V BRANCH
CIRCUIT RUNS OVER 100’ IN LENGTH.

15.  WIRING: POWER WIRING SHALL BE COPPER, THWN/THHN, INSULATED FOR
600V. ALUMINUM CONDUCTORS PERMITTED FOR FEEDERS 100 AMPS
OR LARGER. INCREASE WIRE AND CONDUIT SIZE TO EQUAL OR EXCEED
DESIGNED COPPER RATING.

16.  DISCONNECTS: PROVIDE DISCONNECTS, FUSED AND UNFUSED, SHOWN
AND REQUIRED BY CODE FOR EQUIPMENT FURNISHED UNDER ELECTRICAL AND
MECHANICAL SCOPES OF WORK. REFER TO COORDINATION MATRIX.

25. SITE ELECTRICAL

TRENCHING:
UTILITY LOCATIONS AND DRAINAGE TRENCHES.

26.  UNDERGROUND CONDUITS:

COORDINATE ALL TRENCHING WORK WITH OTHER

PROVIDE PVC, SCHEDULE 40, 3/4"

MINIMUM. PROVIDE PVC CONDUIT TRANSITION ELBOW WHEN TURNING

UP TO ABOVE GRADE.

27. ALL CONDUITS PENETRATING THE BUILDING ENVELOPE BELOW

GRADE SHALL FOLLOW WATERPROOFING REQUIREMENTS IN THE

ARCHITECTURAL DRAWINGS.

28. BELOW SLAB:
SHALL BE INSTALLED PRIOR TO FLOOR SLAB POUR. ROUTE

CONDUIT ROUTED BELOW ON—GRADE FLOOR SLABS

CONDUITS BELOW SLAB AS STRAIGHT AS POSSIBLE TO MINIMIZE

BENDS.
NEUTRALS

30. AT CONTRACTORS OPTION, NEUTRALS MAY BE SHARED ON

COMBINED HOMERUNS UNLESS THE CIRCUIT HAS A GFCI

BREAKER, AN ISOLATED GROUND, OR IS FROM A PANEL WITH

TVSS PROTECTION. ANY NEUTRAL DOWNSTREAM FROM A
DIMMER SHALL BE DEDICATED TO THE DIMMED LOAD.

31.  NEUTRAL WIRES SHOWN FOR TWO AND THREE POLE
MECHANICAL AND KITCHEN EQUIPMENT MAY BE OMITTED

UPON VERIFICATION THAT THEY ARE NOT REQUIRED EITHER

FOR OPERATION OR CONTROL CIRCUITS PER
MANUFACTURER’S SPECIFICATIONS.

LIGHTING
32. PROVIDE LIGHT FIXTURES WITH PROPER FITTING FLANGES,

MOUNTING SUPPORTS, AND ACCESSORY ITEMS, UL LISTED FOR

CONDITIONS OF USE.

33. LOW VOLTAGE LIGHTING

A. PROVIDE LOW VOLTAGE TRANSFORMERS IN NEARBY
ACCESSIBLE CEILING SPACE.

B. PROVIDE LOW VOLTAGE CONDUCTORS SIZED PER

MANUFACTURER’S GUIDELINES TO MINIMIZE VOLTAGE DROP.

LIGHTING CONTROL

34. THE MAXIMUM LIGHTING POWER THAT MAY BE CONTROLLED FROM
A SINGLE SWITCH OR AUTOMATIC CONTROL SHALL NOT EXCEED
THAT WHICH IS PROVIDE BY A TWENTY AMPERE CIRCUIT LOADED
TO NOT MORE THAN EIGHTY PERCENT. A MASTER CONTROL
MAY BE INSTALLED PROVIDED THE INDIVIDUAL SWITCHES RETAIN

THEIR CAPABILITY TO FUNCTION INDEPENDENTLY.

35. BATTERY BALLASTS & EMERGENCY FIXTURES SHALL BE
CONNECTED TO AN UNSWITCHED LEG OF THE DESIGNATED
CIRCUIT.

FIRE ALARM SYSTEM:

DESIGN AND PROVIDE COMPLETE, OPERATING, AND FULLY
FUNCTIONAL FIRE DETECTION ALARM SYSTEM THAT MEETS ALL
LOCAL CODES AND ORDINANCES. SUCCESSFUL SUB—CONTRACTOR
SHALL SUBMIT FULL SET OF PLANS TO OWNER, INDICATING DEVICE
LOCATIONS, WIRING, CONNECTIONS, AND SPECIAL MOUNTING
DETAILS. REFER TO ELECTRICAL PLANS FOR MAIN EQUIPMENT

LOCATIONS. SUBMIT PLANS AND OBTAIN PERMIT FROM LOCAL AHJ.

SECURITY CAMERAS:

DESIGN AND PROVIDE COMPLETE, OPERATING, AND FULLY
FUNCTIONAL SECURITY CAMERA SYSTEM BASED ON OWNER’S
REQUIREMENTS.  PROVIDE CAMERAS AT FRONT LOBBIES OF BOTH
BUILDINGS, ALL ELEVATOR LOBBIES, ALL COURTYARDS, ALL
STAIRWELL LANDINGS, AND ALL WALKWAYS. CONTRACTOR TO
PROVIDE CONDUIT TO ALL LOCATIONS. COORDINATE EXACT
LOCATIONS OF ALL CAMERAS AND HEADEND EQUIPMENT.

TELEPHONE WIRING SYSTEM:

DESIGN AND PROVIDE COMPLETE, OPERATING, AND FULLY
FUNCTIONAL TELEPHONE WIRING SYSTEM PER OWNER
REQUIREMENTS. SEE PLANS FOR OUTLET LOCATIONS AND SERVICE
ENTRANCE REQUIREMENTS. SUCCESSFUL SUB—CONTRACTOR IS
RESPONSIBLE FOR ALL WIRING TERMINATIONS AT THE OUTLETS AND
AT THE EQUIPMENT. COORDINATE TERMINATION TYPES WITH
EQUIPMENT VENDOR. VERTICAL RISERS ARE TO BE IN RACEWAY,
HORIZONTAL WIRING TO BE CABLE.

DATA WIRING SYSTEM:

DESIGN AND PROVIDE COMPLETE, OPERATING, AND FULLY
FUNCTIONAL DATA WIRING SYSTEM PER OWNER REQUIREMENTS.
SEE PLANS FOR OUTLET LOCATIONS AND SERVICE ENTRANCE
REQUIREMENTS. SUCCESSFUL SUB—CONTRACTOR IS RESPONSIBLE
FOR ALL WIRING TERMINATIONS AT THE OUTLETS AND AT THE
EQUIPMENT. COORDINATE TERMINATION TYPES WITH EQUIPMENT
VENDOR. VERTICAL RISERS ARE TO BE IN RACEWAY, HORIZONTAL
WIRING TO BE CABLE.

MASTER TELEVISION DISTRIBUTION SYSTEM:

DESIGN AND PROVIDE COMPLETE, OPERATING, AND FULLY
FUNCTIONAL SATELLITE AND CABLE TELEVISION DISTRIBUTION
SYSTEM. SEE PLANS FOR OUTLET LOCATIONS AND SERVICE

THE FOLLOWING TRADES SHALL BE
REPRESENTED FOR THE MINIMUM TIME
INDICATED:

MECHANICAL SHEET METAL 2 HOURS
PLUMBING /PIPING 2 HOURS
ELECTRICAL 2 HOURS

GENERAL CONTRACTOR ALL SESSIONS

CONTRACTORS SHALL ATTEND A PRE—CONSTRUCTION MEETING WITH THE ENGINEER FOR THE PURPOSE
OF REVIEWING THE WORK PRIOR TO ORDERING ANY EQUIPMENT OR PERFORMING ANY WORK. THE
MEETING SHALL BE LOCATED AT THE PROJECT SITE ON A DATE AND TIME TO BE MUTUALLY
AGREED. THE MEETING WILL BE A WORKING SESSION. THE MEETING WILL BE FACILITATED BY THE
ENGINEER AND THE AGENDA WILL INCLUDE A DETAILED REVIEW OF THE PLANS AND SPECIFICATIONS,
CROSS CHECK WITH OTHER TRADES FOR COORDINATION ISSUES, REVIEW OF PROPOSED PRODUCTS,
REVIEW OF PLANNED MEANS AND METHODS,AND ON-SITE INVESTIGATION OF FIELD CONDITIONS
RELATIVE TO EXISTING CONDITIONS THAT COULD AFFECT THE WORK. PERSONS ATTENDING THE
MEETING SHALL BE KNOWLEDGEABLE OF THE PROJECT AND SHALL BE THE SPECIFIC PERSONS
INTENDED TO CONTINUE WITH THE PROJECT THROUGH TO COMPLETION. IF REQUIRED, REVISED PLANS
WILL BE ISSUED THROUGH OFFICIAL CHANNELS. CHANGES IN THE BID PRICE WILL BE DISCUSSED,
BUT NO CHANGE ORDERS WILL BE ISSUED UNLESS PROCESSED THOUGH OFFICIAL CHANNELS. IT
SHALL BE UNDERSTOOD THAT THE ENGINEER HAS NO AUTHORITY TO ISSUE CHANGE ORDERS.

SHEET MATRIX

INCLUDED IN SET

SHEETS WITH REVISIONS

SITE PLAN
04/25/2016

ENTRANCE REQUIREMENTS. SUCCESSFUL SUB—CONTRACTOR IS DWG | DESCRIPTION

RESPONSIBLE FOR ALL WIRING & WIRING TERMINATIONS AT THE E0.00 | GENERAL NOTES, SHEET INDEX X

OUTLETS AND AT THE EQUIPMENT. COORDINATE TERMINATION E0.01 LUMINAIRE SCHEDULE

TYPES WITH ACTIVE EQUIPMENT VENDOR. COORDINATE MAXIMUM

WIRE LENGTH WITH ACTIVE EQUIPMENT SUPPLIER, VERIFY IT IS OF

SUFFICIENT SIGNAL STRENGTH. VERTICAL RISERS ARE TO BE IN E1.00 SITE_LIGHTING X

RACEWAY, HORIZONTAL WIRING TO BE CABLE. E1.01 SITE PHOTOMETRICS X
E1.02 SITE POWER X
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ABBREVIATIONS

17.  FUSES: PROVIDE FUSES PER EQUIPMENT NAMEPLATE UNLESS OTHERWISE 36.  EXTERIOR LIGHTING CONTROL PHOTOCELL TO BE SITUATED 2012 WASHINGTON STATE ENERGY CODE WAC 51—11
INDICATED. FUSES SHALL BE PROVIDED WITH REJECTION TYPE FUSE HOLDERS. FACING NORTH. PROVIDE RELAY AND CONTACTORS TO CONTROL 2014 NATIONAL ELECTRIC CODE
ALL EXTERIOR LIGHTING FROM THE SAME PHOTOCELL.
18. SUPPORT: SUPPORT LIGHT FIXTURES FROM BUILDING STRUCTURE. DO NOT
SUPPORT FIXTURES FROM SUSPENDED CEILING.
WRING DEVICES R
19. LABELS: ELECTRICAL PANEL, TIME SWITCH, DISCONNECT, STARTER, I M PO TANT N OTES
O T e O o Ok T earveny oo PERMANENTLY LABELED 57 TAMPER RESISTANT RECEPTACLES ARE REQUIRED FOR ALL 15A
‘ AND 20A 120V RECEPTACLES LOCATED IN DWELLING UNITS. e ARC FAULT REQUIREMENTS: NEC 210.12: AFCI PROTECTION FOR ALL
20.  PAINTING: ELECTRICAL ENCLOSURES SHALL BE PAINTED TO MATCH DWELLING UNIT ‘ROOMS. EXCEPT WHERE GFOI PROTECTION IS
ADJACENT WALL. REQUIRED. ’
21. COVERPLATES: PROVIDE AS FOLLOWS. SUBMIT SAMPLE OF EACH FOR APPROVAL. « TAMPER PROOF RECEPTACLES: NEC 406.12: IN ALL AREAS
a. MECHANICAL, TRASH, ELECTRICAL ROOMS, GARAGE: GALVANIZED STEEL SPECIFIED IN 210.52 ALL NONLOCKING—TYPE 125—VOLT, 15—,
b. ALL OTHER AREAS: WHITE COLOR PLASTIC 20— AMPERE RECEPTACLES SHALL BE LISTED TAMPER—RESISTANT
RECEPTACLES. WASHINGTON AMENDED EXCEPTION FOR TAMPER
RESISTANT RECEPTACLES IS NOT ACCEPTED IN SEATTLE.
L EG E N D « CO DETECTORS IN UNITS (WASHINGTON BLDG CODE): WSBC
907.2.8.4:FOR NEW CONSTRUCTION, AN APPROVED CARBON
MONOXIDE ALARM SHALL BE INSTALLED OUTSIDE OF EACH
LIGHT FIXTURE CALLOUT SEPERATE SLEEPING AREA IN THE IMMEDIATE VICINITY OF THE
3 PANELBOARD BEDROOM IN SLEEPING UNITS.
K® ® ILLUMINATED EXIT SIGN, ELECTRICAL DISTRIBUTION EQUIPMENT
ARROWS AS INDICATED
~ e ELEVATOR EMERGENCY POWER: (IBC 2009) 1007.4 EXCEPTION 2:
$ SINGLE POLE, SINGLE THROW ul CIRCUIT BREAKER DISCONNECT SWITCH ELEVATORS ARE NOT REQUIRED (TO BE AC)CESSED FROM AN AREA
LIGHT SWITCH, 20A OF REFUGE OR HORIZONTAL EXIT IN BUILDINGS AND FACILITIES
(WP = WEATHERPROOF CO\/ER) (g NON—FUSED DISCONNECT SWITCH EQUIPPED THROUGHOUT WITH AN AUTOMATIC SPRINKLER SYSTEM
INSTALLED IN ACCORDANCE WITH SECTION 903.3.1.1 OR 903.3.1.2.
$3 THREE—WAY LIGHT SWITCH, 20A (¥ FUSED DISCONNECT SWITCH
$, FOUR—WAY LIGHT SWITCH, 20A X MAGNETIC MOTOR STARTER
$ TIMER SWITCH bz COMBINATION MAGNETIC MOTOR STARTER AND DISCONNECT SWITCH A PART OF THE
DESIGN /BUILD FIRE
) DIMMER SWITCH CONTACTOR ALARM ' SYSTEM
A
$, SWITCH, SINGLE POLE; WITH SWITCHING SUBSCRIPT ‘d’ TIME SWITCH ( ) A AMPERE
9 & MOTOR CONNECTION ® ELECTRO—MAGNETIC DOOR HOLDER, AC ALTERNATING CURRENT, ABOVE
B SR e o G Tl
g $v  MOTOR RATED SWITCH @5, 120V CONNECTION TO FIRE/SMOKE DAMPER N e s o e UPTER
os ~ OCCUPANCY SENSOR, WALL MOUNTED Tl TRANSFORMER HEAT DETECTOR AIC AMPS INTERRUPTING CAPACITY
OCCUPANCY SENSOR, CEILING MOUNTED SPRINKLER FLOW SWITCH ﬁbp ﬁb%hégﬂg“ﬁ
CR]  CONNECTION TO ELECTRONIC CARD READER/DOOR RELEASE
Yo SINGLE RECEPTACLE, GROUNDED / SPRINKLER VALVE TAMPER SWITCH ATS AUTOMATIC TRANSFER SWITCH
(X] CLOSED CIRCUIT SECURITY CAMERA AWG AMERICAN WIRE GAUGE
CII6  DUPLEX RECEPTACLE, ISOLATED GROUND & STROBE LIGHT BRKR BREAKER
DOORBELL BLDG BUILDING
H FIRE ALARM HORN
©)GFcl DUPLEX RECEPTACLE WITH 5 DOORBELL CHIME BOH BACK OF HOUSE
GROUND FAULT INTERRUPTION (GFCI) [MHKI  MINI HORN gKT g%éuﬁ CONDUIT
* DUPLEX RECEPTACLE WITH DOORBELL XFMR FIRE ALARM PULL STATION o CONDUIT /RACEWAY ONLY OR
GROUND FAULT INTERRUPTION (GFCI) () 120V COMBINATION CO/SMOKE DETECTOR CARBON MONOXIDE DETECTOR CARBON MONOXIDE
LOCATED ABOVE COUNTER Q JUNCTION BOX POWERED BY FIRE ALARM SYSTEM CT CURRENT TRANSFORMER
£ QUAD RECEPTACLE, GROUNDED Cu COPPER
©) THERMOSTAT
CW COOL WHITE
PHOTOCELL TELEVISION CABLE OUTLET DCO DUPLEX CONVENIENCE OUTLET
wP DN DOWN
=) DUPLEX RECEPTACLE, GFCl WITH WEATHERPROOF COVER 5
GFCI < TELEPHONE OUTLET, MOUNTED AT 18" UNLESS OTHERWISE INDICATED E?'ST Ei:ﬂgﬂsﬁ AN
J  FLOOR OUTLET BOX WITH DUPLEX RECEPTACLE 4 DATA OUTLET, MOUNTED AT 18" UNLESS OTHERWISE INDICATED ELEC ELECTRICAL
© SPECIAL PURPOSE RECEPTACLE AS NOTED EMT ELECTRICAL METALLIC TUBING
PHOTOELECTRIC SMOKE DETECTOR «  TELEPHONE & DATA OUTLET IN DUPLEX BOX Egalp EEE?JS'%L NON—METALLIC TUBING
(S1fS°T\éN'1NE’CSPéV'§Jg‘|§§)T UNITS, POWERED BY FIRE ALARM FA AUX  FIRE ALARM AUXILIARY POWER SUPPLY
o FACP FIRE ALARM CONTROL PANEL
FLR FLOOR

Sy

SD

2 AMPER 120V CONNECTION TO MOTORIZED DAMPER

120V CONNECTION TO FIRE ALARM SYSTEM
DUCT MOUNT SMOKE DETECTOR

FLUOR
FOH
GEC
GFCI
GND
GRS
HID
HP

HT
IDF
KCMIL
KEC
KVA
KW
LTG
MPOE

MATV
MC
MDP
MFR
MIN
MLO
MPOE
N

NIC
NEC

NEMA

NT
NTS

FLUORESCENT

FRONT OF HOUSE

GROUNDING ELECTRODE CONDUCTOR
GROUND FAULT CIRCUIT INTERRUPTER
GROUND

GALVANIZED RIGID STEEL

HIGH INTENSITY DISCHARGE
HORSEPOWER

HEAT TRACE

INTERMEDIATE DISTRIBUTION FRAME
THOUSAND CIRCULAR MILLS
KITCHEN EQUIPMENT CONTRACTOR
KILOVOLT AMPERES

KILOWATT

LIGHTING

MAIN POINT OF ENTRY

MASTER ANTENNA TELEVISION
METAL CLAD (CABLE)

MAIN DISTRIBUTION PANEL
MANUFACTURER

MINIMUM

MAIN LUGS ONLY

MAIN POINT OF ENTRY
NEUTRAL

NOT IN CONTRACT

NATIONAL ELECTRICAL CODE
(NFPA—70)

NATIONAL ELECTRICAL
MANUFACTURERS ASSOCIATION
NEON TRANSFORMER

NOT TO SCALE

PNL PANEL

POC POINT OF CONNECTION

PT POTENTIAL TRANSFORMER
PVC POLYVINYL CHLORIDE

PWR POWER

QTY QUANTITY

RECEPT  RECEPTACLE

RI ROUGH—IN

RM ROOM

RO RACEWAY ONLY

SER SERVICE ENTRANCE RATED (CABLE)
SHT SHEET

SPEC SPECIFICATIONS

SW SWITCH

SWBD SWITCHBOARD

SWGR SWITCHGEAR

TTB TELEPHONE TERMINAL BOARD
TYP TYPICAL

UG UNDERGROUND

uL UNDERWRITERS LABORATORIES
UON UNLESS OTHERWISE NOTED
Vv VOLTS

W WATTS

WW WARM WHITE

WP WEATHERPROOF

w/ WITH

W/0 WITHOUT

XFMR TRANSFORMER

XFR TRANSFER

Z IMPEDANCE OR ZONE
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LUMINAIRE SCHEDULE £
=S
CALLOUT SYMBOL LAMP DESCRIPTION BALLAST MOUNTING MODEL INPUT NOTE 1 QUANTITY =) % o=
WATTS < s
o —
P1 (1) 32w LED PHILIPS 4’ VAPORLUME 2-LP3.2.1 4000K | STEP—DIMMING CEILING PHILIPS DAY-BRITE — | 31.5 UNDERSTRUCTURE 23 =
o—— BOARDS 54W DRIVER 2.7K RESISTOR PHILIPS CFl, PARKING » B
DWAE35L840—4—UNV < N U
Z1 (1) LED 4000K WALL MOUNT ARCH LIGHT ELECTRONIC WALL LITHONIA WSQ LED 2 |47 PATHWAY 16 23 -
(a9}
10A700/30K SR3 O 3
MVOLT 5 S M
Z5 q €)) DECORATIVE UPLIGHT ELECTRONIC CEILING TBD 64 MOUNTED ABOVE 4 © C
ENTRANCE CANOPY % I_
Z6 o (1) LED 2700K 5.5" LED PUCK LIGHT ELECTRONIC CEILING SATCO S9321 10.1 MOUNTED BELOW 5 @ :S
ENTRANCE CANOPY 2
Tp)
Z9HSS (60) 74W LED CREE EDGE AREA TYPE IV DISTRIBUTION ELECTRONIC POLE CREE ARE—EDR 134 PARKING LOT 5 0 D
L

WSQ LED ™ Qar:
Cree Edge™ Series
Architectural Wall Sconce . g
Notes LED Area Luminaire — Round _
. R3 Mount
B Product Description u
ype
A, The Cree Edge™ Series has a slim, low profile design. Its rugged cast aluminum housing minimizes
e wind load requirements and features an integral, weathertight LED driver compartment, spun vented
cover, high performance aluminum heat sinks and leaf/debris guard.
. Applications: Auto Dealerships, parking lots, campuses, facade lighting and general site lighting E M E RALD CI TY
Inverted available with Introduction applications
WLU option only. . . .
The classic Architectural Wall Sconce is now ENGINEERS ’ INC
available with the latest in LED technology. The 6505 216th ST. SW, Suite 200
ipeflfl‘fatlons oot | Back B BEW result is a long-life, maintenance-free product with Performance Summary Mountlake Terrace, WA 98043
uminaire tiona ac OoX i i O P " 425-741-1200 tel / 1201 fax
P ( ) typical energy savings of 75% compared to metal TR R T, STy I e———0 (1612.2“)
raht: 9-3/8" i ahi: 4" i i ; . \
Height: v Height: oo halide versions. The integral battery backup option Made in the U.S.A. of U.S. and imported parts ) T \
' ' rovides emergency egress lighting, without the o 4 17.4"
Width: 18" Width: 5-1/2" P £ 2 back bg y €9 9 9 ) lati CRI: Minimum 70 CRI (544mm) (442mm)
: 45.7 ° - © 2015 GROUPARCHITECT, INC. ALL RIGHTS RESERVED
(45.7 cm) (14.0 cm) use of a ic OX Er remote gear, so installations CCT: 4000K (+/- 300K), 5700K (+/- 500K) standard l l 3"
. 9" . 1-1/2" maintain their aesthetic integrity. . — . 86mm) )
Depth: (22.8 cm) Depth: (3.8cm) gnty Limited Warranty*: 10 years on luminaire/10 years on Colorfast DeltaGuard® finish 4.6" i PROJECT:
Weight- 17 Ibs For 34" NPT D The WSQ LED iS idea' for rep|aciﬂg existihg 50 - *See www.cree.com/lighting/products/warranty for warranty terms (116mm) 023.0" ISSAQUAH
. or . R
(7.7kg) side-entry 175W metal halide wall-mounted products. The T (s8amm)
Rof—E = P . . . . N g
~ | ,. conduit expected service life is 20+ years of nighttime use. 10'5W/LED/5;,5 FLUSH/27K/RD/BN
H ! 10.5 watt; 5.5" Flush Mount LED Fixture; 2700K; Round Shape: AP ARTMENTS
, . . Brushed Nickel Finish; 120 volts
- Accessories
—w-— btbo~ 955 7th Avenue NW
Field-Installed
o 2 Features
Ordering Information EXAMPLE: WSQ LED 2 10A700/40K SR3 MVOLT DDBTXD Bid Sikes Backight Conrol iks « Surface mount fixture Issaquah, WA 98207
<> . . .
- Four-pack "
WSQLED - Unpainted stainless steel (an(";lm) ° SOI ld State LED Ilg htlng
¢ Long life
. . Performance T - . e 5 Year limited warranty
Light Engines Distribution Voltage Finish (required) .
m-m_ LED Count (x10) Weight e Dimmable _
WSQLED | 1 Oneengine | 700mA options: SR2 - Typell MVOLT' | Shipped included Shipped installed DDBXD  Darkbronze 04 33.8Ibs. (15.3kg) ° Damp location
(10 LEDs) 10A700/30K  3000K | SR3  Typelll 120" (blank) Surface mount PE Photoelectric cell, button type *° DBLXD Black 06 | 35.2 Ibs. (15.9kg) Compatible Dimmers
2 Twoengines | 10A700/40K 4000K | Spa Typelv | 208 Shipped separately 2 SF Single fuse {120, 277, 347V) * DNAXD  Natural aluminum 08 37.01bs. (16.8kg) e Leviton® UNIVERSAL 6674 S9321 STAMP
4 i [ :
(20 LEDs) 10A700/50K  5000K 240" BBW  Surface-mounted | OF Double fuse (208, 240, 480V) DWHXD  White 10 407 Ibs. (18.5kq) e Lutron® C.L. Famlly - Gen. 2.2 or above GOODDDDOO
2771 back box DMG 0-10V dimming driver (no controls) DSSXD Sandstone - T 424105, 193k N Cooper® TOGGLE TALO6P-C1 o() C FR QO
347 uTs Uptilt 5 degrees ELCW Emergency battery backup ® DDBTXD  Textured dark bronze — = e Leviton® DSM10 00?\ WAS 4/00
: ontation 7 R4/R5 Mount - see page 14 for weight & dimensions R\
150 WLU Wet location door for up orientation DBLBXD  Textured black e Lutron® NOVA T NTCL-250 WT QOQ /\((/O /7’/,1,0._‘ O%
PIR Motion/ambient light sensor ® DNATXD  Textured natural g<C ::13_ 6 j, =)
DS Dual switching? aluminum Ordering Information E', 5 M E
Shipped separately DWHGXD  Textured white Example: ARE-EDR-2M-R3-12-E-UL-SV-350 % . )) g
e Vandal quard DSSTXD  Textured sandstone . % /?é‘ 15458 Q,Q QQ
WG Wire guard | = ' ‘ ' ' Iltem Number Product Line UPC Voltage Watts Incandescent Equivalent Fixture Type Base OO ({\G/STER "\@?}2}0
] q q Color Drive q
ores Product | Optic Mounting Count | Serles VoUage | Gptions | Gurrent Options 59321 BLINK 045923093210 120 10.5 65W Flush Mount  Connector %Ogb“ /ONAL E“é’ooo
E B fo) . 1 MVOLT driver operates on any line voltage from 120-277V (50/60 Hz). ARE-EDR M P R3 04+ E u BK 350 [ DIM 0-10V Dimmi DDDDO
mergency attery Peratlon Specify 120, 208, 240 or 277 options only when ordering with photocell : ) " . . § imming A
fosi dual switchi Type Il Medium Type Il Medium Spider, Center Tenon, 06* Universal Black 350mA - Control by others . o verage .
The emergency battery backup (ELCW option) is integral to the luminaire - no external housing required! This design | 2 $E)' TS'”E (SFIdI:)F)VdOr - tSV\llltC 9 O Ex: WSBBW DDBXD U 2MB w/Partial BLS 2-3/8"t0 3" 0D 08* 120277V BZ 525 ° R‘*fe’mmmf”de‘a“s Lamp Code Dimmable/Non- Finish MOL In MOD In Initial Rated Kelvin
provides r%liabyle emeréency OF;Jeration wﬁile maintain?ng the aesthetics of the product. gres . ¢ MiZtas;c;cifeyoﬁrni:Prf separeielyss an accesson = ’ Type Il Medium i " o " 10 UH Bronze 525mA - Can'texceed specified drive current Dimmable Inches Inches Lumens Temp CLIENT:
e - w/BLS Type IV Medium Spider, Center Direct, 12 Universal sV 700 F  Fuse Hours .
All ELCW com‘iguratli?nf1 include an indepegdent seﬁolnda[)y dr:iver with an integral relay to immedéatelyddetedd 3 Mustbe loLT'erethIth gxture; cannot be fle:i Installlled- e ordored 24P 4MB 4" Square 347-480V Silver 700mA - When code dictates fusing, use time delay fuse Brush
AC power loss. Dual light engines are wired in parallel so both engines operate in emergency mode and provide 4 Not available with MVOLT option. Button photocell (PE) can be ordere i i ~ Avai ith 40- - Available with UL vol I .
additio‘ﬁal compotrjwen; redundlancy. Th:ge delsign features meet varlious interpretlations of NF);’A 70/NEC 200;— with a dedicated voltage option. Single fuse (SF) requires 120, 277 or 347 ;’;ﬂi:{meﬁ;m L);geLISV Medium ::ider Center Direct, m:ile Available with 40-60 LEDs HL Hi/lY::rla(D::;'éircui:?nt:llg; o 1 05W/LED/55"FLUSH/27K/RD/BN Dimmable ru's ed 1" 5 5/8" 580 40000 2700 P NW H O LDI N GS L LC
700.16 voltage option. Double fuse (DF) requires 208, 240 or 480 voltage option. e P 5" Round ' ~ Referto HL heet for details Nickel
The emergency battery will power the luminaire for a minimum duration of 90 minutes (maximum duration of three 5 Notavailable with 480V option. Not available with motion/ambient light Type Il Medium Type IV Medium - Sensor not included
hours) from the time su.pply povyer‘is lost, per International Buildin.g Codg Secﬁon‘100é‘> and NFPA 101 Life Safety o lsensor EF:R)‘ i A for 20° 10 40°C . 3MB w/Partial BLS P Photocell UL or ETL PROJECT |SSUES
o ooy prcviced luminaires are mountscl st an appropriats heigit and lluminate an open space with no L e B e oq, Not avatlable sk 343 or 480% Nt TellMedum M ~ Arslble i UL voege nly CRI Beam Spread Deg Pack  Package Type ~ ENERGY STAR  RoHS Compliant : SITE DEVELOPMENT PERMIT 04/25/2016
e arranty 155 ype V Medium 40K 4(;:1{0[( COIor7 ;e;;;laerature Listed
The examples below show illuminance of 1 fc average and 0.1 fc minimum of the single-engine Type IV product in 7 WLU not available with PIR or ELCW. 58 - Minimum o N
emergency mode. 8 Specifies the SensorSwitch SFOD-7-ODP control (photocell included); Type V Short Color temperature per luminaire Warm White 80+ 108 12 Box ENERGY STAR Yes Yes
?\T; ’:I\Ztillzg‘2ewnistf1r..?;El,sji;%:)ﬁe&f&':@':i'y“::;sgg':gallg?r;;iz;o;river * Consists of multiple 20 LED light bars. 40, 60, and 80 LED units use blanks as needed in place of populated light bars UL Classification Warranty
WST LED 1 10A700/40K SR4 standard. Not available with WLU, VG or WG. NOTE: Price adder may apply depending on configuration X L
MYOLT ,ELCYV, 9  Provides 50/50 luminaire operation via two independent drivers and light cETLus - Damp Location Rated 5 Year Limited
10" x 10’ Gridlines engines on two separate circuits. Not available with one engine, MVOLT,
8’ and 12" Mounting Height ELCW, WLU, SF, or DF. Must specify voltage; voltage must be the same
for both drivers. When ordered with photocell (PE) or motion sensor
(PIR), only the primary power source leads will be controlled. PERMIT SUBMITTAL
A
LITHON/A One Lithonia Way ¢ Conyers, Georgia 30012 ¢ Phone: 800.279.8041 e Fax: 770.918.1209 * www.lithonia.com WSQ-LED C léll. Us Rk DRSNS TIASE01S c R E E -_ SHEET DATE: 04/25/2016
LIGHTING, ©2011-2015 Acuity Brands Lighting, Inc. Al rights reserved. Rev. 08/71/15 — i
US: www.cree.com/lighting T (800) 236-6800 F (262) 504-5415 Canada: www.cree.com/canada T (800) 473-1234 F (800) 890-7507 REVISIONS
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SHEET NOTES

1. ALL EXTERIOR LIGHTING TO BE
CONTROLLED PER LIGHTING DETAIL X/E6.XX

FLAG NOTES

Z6 FIXTURE TO BE MOUNTED BELOW
CANOPY.

Z5 FIXTURE TO BE MOUNTED ABOVE
CANOPY.
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